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ABSTRACT

One equipment control building designed to be blast resistant and two each of three stand-
ardized types of metal warehouse or utility buildings were exposed to the effects of a nuclear
device detonation. One of the utility buildings was frameless, with deeply corrugated wall and
roof sections; a second was very largely frameless, utilizing interlocking channel sections;
and in the third the aluminum-panel wall and roof covering was supported by girts and purlins,
which in turn were supported by steel frames. Because of atmospheric conditions at the time
of an earlier detonation in the test series, one of each of the three types of utility buildings was
exposed to approximately 0.7 psi overpressure before the planned test. In the planned test,
held during the open shot (Apple II), one of each of the three types was exposed to approxi-
mately 3.0 psi overpressure and one to 1.3 psi, with the intention of bracketing their overpres-
sure survival range and obtaining data for possible economic redesign for improved blast re-
sistance. The equipment control building utilized continuous-welded steel frames and
reinforced-gypsum curtain-wall construction. The control building was exposed to approxi-
mately 4.1 psi, in the anticipated fringe zone of major structural damage, to determine its
protective capabilities.

The blast-resistant equipment control building was not structurally damaged by the blast,
thus exceeding the expectations of the design. Each of the three utility buildings received se-
vere damage at the near range, one being completely destroyed, whereas at the far range the
damage in every case was repairable.

The test results are discussed, and recommendations for improved designs are made.
Damage records during the unexpected test and at the far range in the planned test are cor-
related by means of dynamic analyses with pressure-time data and studies of structural re-
sistance. Pressure-time information is provided in Appendix C.
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. Chapter 1

INTRODUCTION

1.1 OBJECTIVES

The objective of Project 31.2 was to expose conventional and special designs of industrial
buildings to the detonation of a nuclear device at the Nevada Test Site of the U. S. Atomic En-
ergy Commission for the purposes of determining, in so far as possible, the survival range of
the test structures. Redesign for greater resistance to lateral blast loadings within economic
limitations is to be expected as a result of these tests. .

The project was made possible as a result of the invitation of the Federal Civil Defense
Administration to industry to voluntarily participate in a nuclear effects test operation. Since
previous effects testing of buildings in this category was for military purposes, many of the
results were classified and not available to industry.

1.2 BACKGROUND AND THEORY

The behavior of a structure or one of its component parts under a sudden or shock load

- can be predicted by a dynamic analysis. Dynamic behavior (motion resulting from force) re-

sults whenever all the forces acting on a structure, or on any part of it, are not in a state of

equilibrium. According to Newton’s law, each elemental part will be accelerated in direct

proportion to the resultant force acting upon it and in inverse proportion to its mass. In the
case of a structure under blast load, the unbalanced force is (in a general sense) the differ-
ence between the pressure load and the resistance that the structure or component offers as

a result of its deflection. By the use of Newton’s law, the acceleration of a point in a structure

can be computed at successive intervals of time, and the velocity and displacement of the struc-

ture can be predicted. An estimate of acceleration, velocity, and displacement, each as a

function of time, constitutes a principal result of the dynamic analysis.

To make the analysis of the wall panels, the differential pressure between the outer and
inner surfaces must be known as a function of time. In the analysis of the frame as a whole,
if the panels do not fail, the frame is subjected to an over-all translational force as a result
of the differential pressures between the outer surfaces of the front and rear walls and be-
tween the front and rear outer sloping faces of the roof. If the panels fail, the subsequent
lateral force on the frame is the cumulative transient drag force summed over the various
individual members of the frame after exposure.

Drag force is the component in the direction of blast propagation of all the pressure acting
on the total exterior surface of an individual member that is completely enveloped in a moving
mass of air. It is primarily a function of air velocity, density, and the shape of the member.
Regardless of whether of not the wall panels fail, the over-all resultant of force tending to
push the building sideways can be evaluated as a function of time if the pertinent blast-wave
information is available.

- Structural resistance can be approximated by static test or by theoretical analysis in both
the elastic and inelastic ranges of behavior. In introducing the inelastic range of material be-
havior, the static strength properties are usually multiplied by a “dynamic increase factor”
to compensate for the increase of strength properties with strain rate.
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Although the results of most of the previous nuclear effects structural tests remain clas-
sified, there have been numerous unclassified analytical studies made relating to the behavior
of various types of industrial buildings. These studies have been made principally by the Uni-
versity of Illinois, Armour Research Foundation, Massachusetts Institute of Technology, Stan-
ford University, Lehigh University, and the University of Michigan, as well as by a number of
engineering firms. Unclassified studies have usually been based on pressure-time information
available! in “The Effects of Atomic Weapons.” Studies of industrial buildings were reported -
at a conference? in 1952.

A concise paper by Newmark® provides a convenient means of estimating the permanent
set of a simple structure under an idealized simplification of blast type load, a single diagram .
providing a direct reading of elastic and/or permanent deformation, if the peak value and the
duration of the transient load, of blast type, and the plastic resistance level of the structure
are known. A recent paper by the author? presents specific suggestions for good design prac-
tice in improving the blast resistance of conventional industrial buildings.

1.3 EXPERIMENT DESIGN

The test program afforded an evaluation of three typical utility building types suitable as
small warehouses or shops. The buildings are not intended to be blast resistant; they are de-
signed for conventional loads. The buildings are particularly useful during an emergency since
the parts are standardized and can be stored in a small space, and the buildings can be as-
sembled or disassembled rapidly by the use of bolts. Of the three types of utility buildings
under test, two are “frameless,” in that the exterior paneling in itself provides the strength
of the structure, both as a result of the shape of the individual panel units and of the over-all
boxlike nature of the buildings as a whole. The third type of building utilizes heavy-steel
welded and bolted building bents with an exterior cover of light-weight aluminum siding and
roofing.

In addition to the tests of utility type buildings designed for conventional loads, the in-
dustrial building program included one proof test of a blast-resistant structure, incorporating
heavy-steel frames and intermediate-steel verticals integral with poured reinforced-gypsum
curtain walls.

When the three utility buildings at 6800 ft from Ground Zero (GZ) were substantially com-
pleted, they received unexpected overpressure of about 0.7 psi because of atmospheric con- -
ditions during the detonation of a nuclear device at a greater distance than that of the planned
test. This resulted in a very low level of damage, which was repaired in order to bring the
buildings substantially back to their original state prior to the planned test.

In the planned test the blast-resistant building was located at 5500 ft from GZ, with a short
side embodying windows facing the blast source. One of each of the three types of utility build-
ings was located at 6800 ft from GZ in a region where these conventionally designed buildings
were expected to experience severe damage. The long (north) side of these buildings faced
the blast source. A second set of utility buildings was located at 15,000 ft from GZ, where
light damage might be expected.

The buildings will be referred to in this report either by shortened names or by code
numbers as follows:

Building Distance

code No. from GZ, ft Building designation

31.2-el 5,500 Union Carbide N
31.2-al 6,800 Reynolds Metals Co.-Butler

31.2-bl 6,800 Behlen

31.2-d1 6,800 Armco -
31.2-a2 15,000 Reynolds Metals Co.-Butler

31.2-b2 15,000 Behlen

31.2-d2 15,000 Armco

16
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1.3.1 Blast-resistant Control-room Building

The blast-resistant control-room building (31.2-el1) was at 5500 ft from GZ.

Union Carbide & Carbon Corp., which contributed this structure, is interested in maxi-
mum personnel and control instrument safety, both from the standpoint of localized explosive
forces and civil defense in case of an enemy attack. Since it is impractical to accomplish this
purpose by protective measures for entire operating units, it is considered that protection of
the central control buildings will give maximum protection for a minimum investment. Ac-
cordingly, a control-room prototype was constructed with reinforced-gypsum walls and roof
poured integral with a welded steel frame.

All the usual materials and types of construction were considered for this structure, Ap-
pearance is an important consideration, but it was waived in order that safety could be the
controlling factor. Previous experience with gypsum has shown that, although it is usually
badly shattered after a severe blast, it can be expected to remain in place and to offer protec-
tion. Accordingly, the use of specially reinforced gypsum was considered for the walls and
roof, and a fully continuous-welded steel frame was provided. Previous test data for this type
of construction were not available.

The foundation for this building consisted of a reinforced-concrete 2-ft-deep perimeter
beam supported at the four corners on reinforced-concrete footings. The four corner columns
of the continuous-welded steel frame were centered over the footings and anchored to, and
supported by, thickened areas of the perimeter beam. The walls of the building were anchored
to, and supported by, the perimeter beam, independent of the steel frame. The steel frame
supported the roof. General design drawings of this structure are shown in Figs. 1.1 and 1.2,
Figures 1.3 to 1.6, inclusive, show elevations of each wall with the crack damage pattern re-
sulting from the planned test. Figures 1.7 and 1.8 show different views of the exterior; in
Fig. 1.9, a view of the interior, the continuous-welded steel-frame construction can be noted.

The walls and roof were of double-reinforced gypsum. In the east and west walls the re-
inforced gypsum was discontinuous, having been poured as panels between the 4-in.-wide-
flange steel studs to the full wall thickness of 4 in. In the north and south walls and the roof,
the reinforced gypsum was semicontinuous, the steel having been carried across the rail sec-
tions, which served as wall studs and secondary roof beams, from one panel to the next.

The floor was an unreinforced-concrete slab resting on both the tamped soil fill and a
1-in. seat all around the inner face of the perimeter beam.

A continuous corrugated glass-fiber-reinforced plastic window was provided across the
north and south walls from a level approximately 7 ft above the floor nearly to the roof. One
standard industrial type steel door, located near the center of the west wall, provided the only
access to the building.

All elements of the building, except the plastic windows and steel industrial door, were
designed to resist a 4 psi blast pressure with some permanent plastic deformations.

1.3.2 Steel-frame Buildings with Aluminum Siding

Buildings 31.2-al at 6800 ft and 31.2-a2 at 15,000 ft were furnished by the Reynolds Metals
Co., Inc., and were designed and fabricated by the Butler Mfg. Co.

General drawings of the framing details of these buildings are presented in Figs. 1.10 and
1.11, An exterior view is given in Fig. 1.12, and two interior views in Figs. 1,13 and 1,14
show, respectively, the general arrangement of the steel framing and the frame base and wall
details,

These Butler buildings, measuring 24 ft wide and 36 ft long, have gable roofs, and they are
rigid frame type buildings of the standard construction for commercial buildings. The rigid
frames are welded tapered columns and roof beams. Column flanges are approximately 1/4 in.
thick, and the web is approximately 3/16 in. thick. Roof beams and column-haunch assemblies
are bolted in the field, eliminating the need for any field welding. The rigid frames are 12 ft
on centers,

Purlins and girts are cold-formed Z sections fabricated from light-gauge steel and fac-
tory punched for field bolting to the primary framing and for attachment of the roof and wall
covering. Purlins are of 14-gauge material, and the girts and eave struts are of 12-gauge
material.
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Roofs and walls are covered with 0.026-in. aluminum panels having high rib corrugations
12 in. on centers and approximately 1 in. deep. Panels are bolted to the roof and wall framing
members with ¥;- by ¥;-in. galvanized bolts.
This type of construction is standard for most Butler buildings, which are available in
. widths from 20 to 80 ft.

1.3.3 Frameless Steel Buildings with Deep Corrugations in Side and Roof -

Buildings 31.2-bl at 6800 ft and 31.2-b2 at 15,000 ft are standardized utility structures
designed, developed, and furnished for the test program by the Behlen Mig. Co. The walls and
roofs are constructed of 43-in.~wide panels singly corrugated to 71/2 in. in depth by cold-rolling
16-gauge steel sheet. These panels are bolted together at the sides and at the eaves and roof
ridge, and the wall panels are bolted to the concrete foundation, These entire structures are
monolithically self-supporting without frames, girts, or purlins, which are used in more con-
ventional construction.

General drawings of the Behlen buildings are shown in Figs. 1.15 and 1.16, and Figs. 1.17
and 1.18 show different exterior views of the structures. The lack of conventional girts, pur-
lins, and bracing within the interior is indicated in Fig. 1.19.

GENERAL NOTES FOR FIG. 1.1 (SEE FACING PAGE)

Poured Gypsum Side Walls and Roof Slab

Gypsum shall be Class 2 structural gypsum as called for in Table 24 of the Pacific Coast Building Of-
ficials Conference Uniform Building Code 1952 edition, Vol. 1, having a minimum ultimate compressive
strength of 1000 psi when tested according to Uniform Building Code Standard 24-20: «Basic specification
for Class 2 structural gypsum: Gypsum stucco 97% minimum and process shavings not to exceed 3%.

Stucco in this formula is special aridized stucco whose rock purity is from 85 to 95%. Consistency is 70 to
74 ce. Grind is through 100 mesh, 85 to 90%. Structural gypsum is to be mixed with approximately 61/2 gal.
of water per 80-1b bag, giving an equivalent consistency of 68 cc. Gypsum is to be mixed in a continuous
mixer and pumped through a hose into place.”

Water used in mixing shall be potable, clean, and free from deleterious amounts of acids, alkalis, or -
organic materials. All containers and apparatus used for mixing shall be kept clean and free from foreign
substances which would prevent the gypsum from developing its ultimate required strength.

All gypsum form boards in side walls and roof shall be fitted neatly on all four edges. Gypsum form
boards in side walls shall be in single pieces the full height of the wall and shall be braced during the
pouring of the gypsum to prevent bulging from the pressure of the wet gypsum. All removable forms shall
be built to conform to the dimensions called for on the drawings and shall be sufficiently tight to prevent
leakage of the gypsum during the pour. They shall be properly braced and tied together so as to maintain
the required position and shape.

Roof shall be poured to the thickness shown on the drawings and shall be screeded to a smooth even
surface. Side walls shall be poured in place solidly, without voids, honeycombs, or other defects which
would adversely affect its required strength.

Accessories such as rails, reinforcing mesh, and gypsum form board shall be as noted on the draw-

ings. {

Roof Covering, One Building Only

Roofing shall be 4-ply built-up gravel-topped roofing installed according to the manufacturer’s 20-
year bond specification (bond not required).
!

Translucent Plastic Side Wall

Corrugated translucent plastic sheets shall be of thermosetting plastic material, smooth on both sides,
and reinforced with glass fiber. The sheets shall average approximately 1/16 in. in thickness and shall weigh »
7‘/2 to 8 oz per square foot with an average of 2 oz of glass fibers in each square foot evenly distributed
throughout the sheet. Corrugations shall have a 4.2 in. pitch, The sheets shall develop a minimum load-
carrying capacity of 100 1b/sq ft on a 4-ft span.

Panels shall be free of resin-starved areas, large air pits, and foreign matter. Any standard color -
may be used.

Panels shall be installed according to details on the drawing. Side laps shall be sealed with clear
thermosetting mastic. [Reference drawings: concrete foundation, SK 60975; structural steel, SK 60976

(Fig. 1.2).] 18 (Text continues on page 37.)
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Fig. 1.13—Interior view looking east in Reynolds-Butler building,
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North wall and east end of Behlen Building 31.2-b2,

Fig. 1,.17—

Fig. 1.18—View looking along south wall of Behlen Building 31.2-b2,
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CONNECTION
OR BUILDINGS
&.0'THRU 12°0" WIDE

CONNECTION
ON BUILDINGS
'O THRU 280 WIDE

PROCEDURE
FOR
ERECTING
STEELOX TYPE-2
BUILDINGS -

(D READ THESE INSTRUCTIONS
CAREPULLY -

(D) cHEcK YOUR BiLL OF MATERIAL
AGAINST THE PARTS YOU HAVE
RECEIVED >

(D ARRANGE MATERIAL IN SEPARATE
PILES POR EASY ACCLYS WHEN
BUILDING 15 BEING ERECTED«

@ LaYouT Your BULDING ON
IN$TRUCTION S$WT. N¥ E2-7-

(B)ERECT THE BUILDING A3
FOLLOWS =+

A.CHECK CONCRETE FOUNDATION
Form$ FOR SIZE AND SQUARE-

B POUR CONGRETE = FINISH TOP OF
CONCRETE LEVEL AND SMOOTH »

CSET BASE CHANNELS AND BASE
CHANNEL AND DOOR JAMB ANCHORS=
«USE BASE CHANNELS A9 TEMP-
LATE » SET ANCHOR$ FOR WIND
BENTS IF REQUIRED*

D-CUT BASE CHANNELS AT DOOR
OPENINGs$ AS REGUIRED»

E+CAULK AND RESET BASE CHANNELS.

F-ERECT WIND BENT IF REQUIRED:

G-ERECT WALLS AND WIND BRACING-

FRAME OPENINGS IN WALLS A
THEY OCCUR IN WALL:

H-ERECT ROCF « INSTALL RIDGE
VENTILATOMRS AND RIDGE CAP»

1-EQECT GABLE WALL PANELS,
FASCIA AND RIDGE END CAP.

J-HANG DOORS AND SET WINDOWS -
K-ERECT STEELOX CEILING AND
WIND BENT BEAM COVER%*

L-LOCATE AND $ET PARTITION
BASE ANGLES +

M-ERECT PARTITIONS

PIAGONAL
TIES 'PT

DETAIL D

UPPER GIAT
U<}

Y x 1" BOLTS

STEELOX
ROOF PANELS
Ri1B5 UP

SHT. MET. SCREWS I
16" 0.6y M.
WALL CAP
Craveg
$TEELOX
WALL
ANELS

2 $1DE WALL EAVE-

STEELOX
WALL
PANELS

Yp5 kG BASE

CHANNEL

ANCHORS —
Yo

PLATE'P’
/~GUSSET ‘G-1'
%' X 1* BOWTS

DETAl

DIAGONAL
TIES DT

b

RIDGE CAP MK.RCE

SHEET METAL
SCREW AT
EACH Rib -
[
° I
FELTED Ye"BoLTS
RID Pf-' 3 4pr0.C.
S$TEELOX
RIDGE- ROOF PANEL
- SHEET
METAL ..
SCREWS |—FASCIATFA
1 SYEELOX
4L GABLE PANLLY/
3
BUILDING | WIDTH J
GABLE WALL EAVE -

DIAGONAL
TIE ‘DT

CROSS SECTION,

THRU TYPICAL BLDG.

Yo u ¥
Rie moLT

INTERLOCKE!
PANEL RIB

-PLAN OF

RIB-BOLT

THRU INTERLOCKED
RIBS OF WALL PANELS:.

2 BOLTS REQLIRED
1n 240 1280 wioe

Wr i soLTe

‘DOUBLE
CHECK. THIS
LIST TO ASSURE
BEST RESULTS:

1-CONCRETE AND BASE CHANNELS MUST
BE LEVEL AND SGQUARE -

1 ERECT BUILOING IN SEQUENCE SHOWN

WITH WALLS PLUMB AND SGUARE:

34DO NQT WRENCH TIGHTEN WIND BRACING
CONNECTIONS UNTIL ALL BUILDING
WALLS AND BRACING HAVE BEEN
INSTALLED AND CHECKED FOR PLUMB
AND SGLUARE «

A-KEEP END ROOF PANELS FLUSH WITH
END OF RIDGE AND END WALL-

5:00 NOT $TAND ON ROOF PANELS WHILE

RIDGE 15 RAISED ON TEMPORARY SUPPORTS»

@-5UPPORT WIND BRACING WHILE USING
FOR $CAFFOLDING OR RIDGE SUPPORTs
7-APPLICATION OF CAULK WHERE RECOM=-

MENDED SHOULD BE CAREFULLY FOLLOWRD~

8-HAVE THE FOLLOWING YOOLS AVAILABLE
FOR USE IN ERECTING BUILDING =**
VLEVEL - 24" MINUAUM LENGTH +
+MEAYURING TAPE AND RULE-
+SCREW DRIVERS -
SOFF$ET BOX WRENCH WITH A Y -i2
POINT OPENING AND OPEN END,

SOCKET OR OTHER TYPES OF WRENCHES
TO FIT SQUARE NUTS FOR %47, A 4%

DIA. BOLTS » A RATCHET SOCKET
WRENCH FOR %" HEX. HUTS WiLL
SPEED ERECTIONs  ~

“HACK 5AW WITH IB-TOOTH BLADES

“HAMMER *

WHANDRILL (ELECTRIC IF AVAILABLE)
WITH Vo4 " AND V4° CiA. DRILLS

«PUTTY KNIFE+

+CAULKING CsUN (5 DESIRABLE FOR
EASE AND ECONOMY OF CAULKING »
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Fig. 1.21—Typical wind bracing and other details of Armco buildings.
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Fig. 1.23—South side of Armco building,
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Fig. 1.24—Interior view of Armco building.
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1.3.4 Frameless Steel Buildings with Channel Side Walls

Buildings 31.2-d1 at 6800 ft and 31.2-d2 at 15,000 ft are a standard type developed and
exposed during the test program by Armco Drainage & Metals Products, Inc. Each wall and
roof panel is a 16-in.-wide channel-shaped galvanized steel panel, interlocking along the sides.
The channels can act both as a column and as a beam, no separate structural frame or girts
being needed. However, the roof structure, above the eaves, is braced to form a rigid unit by
horizontal struts and tension diagonals at the horizontal plane of the eaves. No roof purlins
are needed. Roof sections are 18-gauge steel, and wall panels are 22-gauge steel. Doors and
windows are of standard industrial type steel.

General drawings of the Armco buildings are presented in Figs. 1.20 and 1.21, and two
exterior views are shown in Figs. 1.22 and 1.23. The interior view of Fig. 1.24 shows the in-
terlocking channel flanges of the wall paneling and the bracing at the plane of the eaves.

1.4 INSTRUMENTATION

After the unexpected overpressure, careful offset measurements from stretched cords
were made to determine the magnitude of panel deflections and sag of the top ridge line of the
roof. Diagonal distances between the eaves and the opposite side base were determined to
check plumbness approximately and any possible motion of the main frame.

Originally, no special instrumentation had been considered necessary for the evaluation
of blast effects on the six utility buildings. However, after the unexpected test, very complete
initial position measurements were made on all these buildings to locate the position of the
eave level at the corners, at the longitudinal center line, and at important reference positions
along the long sides, These points were positioned by measuring interior diagonal distances
between scratch marks at the eave line and similar marks at the opposite base-point locations.
Similar interior diagonal distances were measured between the ridge lines at the ends of the
buildings and opposite building base-point locations. Local deflections along damaged panels,
girts, or purlins were measured again after the test by the offset from the taut-string pro-
cedure.

In the case of the blast-resistant building for housing instrument and chemical controls,
provision was made to determine the maximum deflection by means of simple scribers and
scratch boards installed at four points. These provided an indication of the column and beam
action during the test. Preshot measurements were made of column deviation from vertical;
all horizontal and vertical deviations of girts, beams, girders; and diagonal dimensions across
the walls and roof framing. Measurements were taken to saw cuts on flanges where it was
impractical to check center-line to center-line dimensions. All preshot wall cracks were
marked with a blue crayon. Relative elevations of the top of the column base plates were
established.

A limited number of gamma radiation film badges were placed in the industrial structures,
with primary emphasis on the blast-resistant building. In this structure, eight badges were
placed on the outside and 25 were placed on the inside. They were in locations at five different
elevations on the inside walls nearest and farthest from the origin of the blast, as well as at
other central points designed to give an indication of radiation levels within the structure.
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Chapter 2

TEST RESULTS

2.1 DAMAGE CAUSED BY UNEXPECTED TEST

2.1.1 General

At the time of detonation of the test device producing the unexpected overpressure, the
three utility buildings at the 6800-ft distance* either had been completed or were nearly com-
pleted; however, structures at the 15,000-ft distance, with the exception of the Behlen build-
ing, were in the middle stages of construction.

At the 6800-ft line the unexpected test resulted in considerable damage to the north wall,
including wall girts, and the roof of Reynolds-Butler Building 31.2-al and to the north and east
walls of Armco Building 31.2-d1. Behlen Building 31.2-bl experienced very minor damage.

At the 15,000-ft line Behlen Building 31.2-b2 was undamaged, and no assessment could be
made as to the probable damage to Armco Building 31.2-d2 since it was in the early stages of

construction.

2.1.2 Damage from Unexpected Test at Locations 5500 and 6800 Ft
from Planned Test Shot

The windows had not been installed in the blast-resistant structure (Union Carbide Build-
ing 31.2-el), and there was no apparent damage of any kind to this structure.

Figure 2.1 gives a general indication of the damage from the unexpected test to the north
wall of Reynolds-Butler Building 31.2-al, which was left with permanent inward deflections
up to 5 in. The offset measurements, as recorded at the site, are tabulated in Fig. 2.2 for both
the unexpected and planned tests. The two wall girts were bent in along with the paneling, and
the bolt heads of the panel fasteners were generally pulled through the sheeting. Washers had
been omitted along these two lines of bolts, and hence no definite conclusion can be made as to
the probable extent of pull through if they had been included. The roof sheeting was left with
downward permanent sets, especially in the span immediately adjacent to the eaves, where the
permanent deflections, as shown in Fig. 2.3 and recorded in Fig. 2.2, were measured up to 3
in. The roof purlins were not deformed appreciably. The interior view of the wall (Fig. 2.4)
shows how twisting of the girts occurred with measured values up to 43°. It is also of interest
to note the imprint of the wind-bracing ties on the wall paneling, indicative of the initial de-
flections that were experienced. A dynamic analysis of wall behavior in both the unexpected
and planned tests is provided in Appendix A.

As shown in Fig. 2.1, the panels on the west end of the building suffered very little per-
manent deformation. The unexpected test involved a moderate northeast exposure, and at the
east end, as indicated in Fig. 2.5, the panels were bent inward to a degree comparable with
those on the north side. This picture was made during the process of repair, with damaged
north and south wall panels removed but with the bent and twisted wall girts still in position.

* All references to 5500, 6800, and 15,000 ft indicate the distance of the structures from
GZ during the planned test. No distances from GZ are given for the unexpected test.
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Fig. 2.1——General view of north and west end walls, showing damage from unexpected test to Reynolds-Butler

Building 31.2-al.
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Fig. 2.4—Interior view of damage to north wall in Reynolds-Butler Building 31,2-al
from unexpected test.
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Fig. 2.5—North and south sides of Reynolds-Butler Building 31.2-al during repair
of damage from unexpected test.
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Fig. 2.6—Damage to north walls of Armco Building 31,2-d1 from unexpected test.

42




HORIZONTAL
v, DEFLECTIONS
5 26 X 3)~<° 1.5 INWARD
. X 4.7 X X 4 o X IN INCHES
2.4
-
UNEXPECTED TEST
NORTH ELEVATION AT 6800 FT FROM PLANNED TEST
° 0 0
43 % X% Y fverTicaL RooF
®» 0 0 DEFLECTIONS
© 2 g g ® o o Mmoo @ o 0 f
~ N ] o o & O o B ® DOWNWARD
He—Ic—¥¢ H—Ie—¢ —Re——>¢ MW—I—¢ J QN INCHES
o n [e) © o © © @9 O o [to) o
° o - o T 2 v ¥ o © o el N
X X X )*( ;\ % ¥ X X X HORIZONTAL
DEFLECTIONS
9 INWARD
X X X X ¥ %X X X X X
o o o © © o o ° v o IN INCHES
o w = e 2 2 LA B LA
PLANNED TEST
NORTH ELEVATION AT 15,000 FT
- 1 HORIZONTAL 3 4 HORIZONTAL p
DEFLECTIONS DEFLECTIONS
INWARD INWARD
IN INCHES IN INGHES
X X X XX KX X XX X X X X X KX X XX
L% w ® oy v O oo w0 W ®© O o B
[e] (o] B PRARTS © 0 < © LR S - < < c o
BLAST DIRECTION BLAST DIRECTION _
EAST END ELEVATION WEST END ELEVATION

PLANNED TEST AT {5,000 FT

Fig. 2.7—Offget measurements of permanent wall and roof deflections in inches
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Aside from breakage of the lock on the front door, the only damage from the unexpected
test to Behlen Building 31.2-b1 at 6800 ft from the open shot tower was an apparent depression
of the corrugation peaks, along the ridge line with respect to the ends, of a maximum amount
of 1.25 in. as measured by offset at the center. This was not noticeable to the eye, but indi-

. cations of displacement within the interior of the building confirmed the supposition that this
was due to blast effects and not to construction.

Permanent deflections along the north side of Armco Building 31.2-dl are shown in Fig.
2.6 and are recorded in Fig. 2.7. The first five wall panels on the east and nearest the blast
origin were damaged to a lesser extent. Maximum permanent deflections of the north wall,
amounting to 4.8 in., were measured adjacent to the north window. Figure 2.8 shows the local
buckling on the inside of the north wall near the location of maximum deflection. This building,
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d1 from unexpected test.

Fig. 2.8 —Interior view of damage to north wall of Armco Building 31.2-

-a2 from unexpected test.

2

Fig. 2.9 —Interior view of wall damage in Reynolds-Butler Building 31
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after repair of the north wall damage, was previously illustrated in Fig. 1.22. Appendix B pro-
vides an analysis of the dynamic behavior of Building 31.2-d1,

2.1.3 Damage from Unexpected Test to Buildings at 15,000 Ft from Planned Test

The roof sheeting on Reynolds-Butler Building 31.2-a2 had not been placed, and the blast
caused movement of both walls away from the blast origin, damaging both paneling and girts
~ to a very minor extent. Deflections of the wall paneling on the north side amounted to as much
as 2 in. in the lowest space, as shown in the interior view (Fig. 2.9). Washers had been in-
stalled properly with all bolts, and no bolts pulled through the sheeting on the north face, al-
though two bolts with washers did pull through the south face sheeting due to the negative as-
pect of the behavior with an open roof.
There was no other damage from the unexpected test at the 15,000-1t line. Behlen Building
31.2-b2 and Armco Building 31.2-d2 had not been constructed.

2.1.4 Repair of Damage from Unexpected Test

All wall panels on the north and south faces of Reynolds-Butler Building 31.2-al, together
with eight damaged girts, were replaced. Several damaged panels on the east end were allowed
to remain in place since they had retained fully their original strength. All the first course of
roof sheeting on the north side, next to the eaves, was replaced.

All the damaged wall panels in Armco Building 31.2-d1 were replaced. Reinforcing chan-~
nels were also installed adjacent to all window and door frames in both Armco Buildings 31.2-
dl and 31.2-d2, thus rendering these buildings somewhat stronger with respect to bending of
walls at these points of weakness.

Reynolds-Butler Building 31.2-a2, at 15,000 ft, was repaired by replacing damaged wall
girts on both the south and north sides and by replacing all wall panels on the north side only,

2.2 RESULTS OF PLANNED TEST

- 2.2.1 General

The following description of the details of the damage resulting from the planned test is

based on a visual inspection of each structure, dimensional measurements before and after
- the shot, field notes, and numerous photographs, many of the latter being included as a part of

this report. Photographs of items subject to possible disturbance were made between H+3 and
H+5 hr on D-day; other photographs were made on D+1 day, and some details were photo-
graphed on D+4 days.

Reference should be made to the appendixes for dynamic analyses relating pressure-time
information to damage calculations.

2.2.2 Damage to Union Carbide Building 31.2-el

In general, Building 31.2-el was damaged only slightly, except for the plastic windows and
the standard steel industrial type door. The window facing the blast was destroyed (Fig. 2.10),
and the window away from the blast suffered limited damage (Fig. 2.11), Both steel door panels
were forced inward and bent considerably. One of the panels is shown on the floor in Fig. 2.12.

A mannequin standing erect in the center of the building was still erect and virtually un-
harmed after the blast, as shown in Fig. 2.13. The stylus points of three of the four scribers
were destroyed, but general indications were obtained as to movements of structural members.

The structural-steel frames showed no damage due to the blast, except for torsional de-
flections in the roof girders. The bottom flanges of these girders received a permanent de-
formation of approximately 1/4 in. toward the outside of the building. No permanent vertical
deformation was observed.

Diagonal dimensions across the walls and roof, measured to saw cuts on the interior col-
umn flanges, were the same both before and after the blast, indicating no permanent horizontal
deflection of the steel frame at the roof level.
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Severe vertical roof movements were indicated on scratchboards, and these movements
are recorded in Fig. 2.14 at the one available location. No permanent deflections were recorded
for any roof beams, except for the beam one panel from the south wall, which had a permanent
upward deflection of ‘4 in. at the center of the beam.

None of the steel details or welded connections showed any serious indication of yielding
or failure. Figure 2.15 shows the typical condition of a welded detail at the main frame con-
nection after the test. .

The reinforced-gypsum roof slab showed no sign of excessive stress or failure, except
for a slight north-and-south crack in the bottom surface 5 ft in from the west wall.

The reinforced-gypsum walls suffered only slight damage. The wall facing the blast (Fig.
1.3) showed moment cracks on the interior surface. These cracks were a maximum of 1/32 in.
in width, and they occurred in three of the panels formed by the vertical steel rail studs. The
south wall, away from the blast center (Fig. 1.4), developed a horizontal crack approximately
Y¢ in. in width, starting near the southeast building column and extending across one-third of
the bay. The east and west walls showed no moment cracks, but several shear cracks de-
veloped in the west wall at the top of the panels at roof level near the door opening, as shown
in Figs. 1.6 and 2.16.

The general quality of construction for the gypsum walls was poor. They were not true,
and there was evidence of patching. The exterior surface of the north wall was spalled ex-
cessively after the blast. A weak and patched surface structure may have been responsible,
aggravated by exposure to the impact of small particles carried in the pressure wave behind
the blast front. The Carbide & Carbon Chemicals Co. had specified 2 minimum compressive
strength of 1000 psi, and three tests of undamaged material subsequent to the blast test showed
an average compressive strength of 830 psi.

The plastic window facing the blast was broken into pieces ranging from small fragments
to those measuring about 3 ft in length. The pieces were driven across the inside of the build-
ing to the far wall, where they fell to the floor. The plastic window away from the blast was
left in place, except for the southeast corner, where a section approximately 18 in. square was
torn out and fell outside the building. The adjacent 42-in. section was broken across the center
of its span, but it remained in place.

The edges of the broken pieces of plastic exhibited a rough fibrous surface. From the ap- -
pearance of the interior wall face against which they were thrown, it appeared that the plastic
would not be so destructive as broken window glass.

During the blast the plastic panels were deflected to such an extent that the bolt holes
were pulled through at the edges. In some few cases the corrugated filler pieces held the plas-
tic firm, and failure occurred by shear. The foundations received no damage from the blast.

The instrumentation to scribe the motions of girts, columns, girders, and roof beams on
scratchboards of plywood was deficient because all the pencil styluses were broken, except the
one at the southeast corner column. Nevertheless, movement of the frame was indicated ap-
proximately by the steadying surfaces of the stylus pipe arms.

The approximate movements at the stylus points were as follows: .

1. Horizontal girt in north wall: torsion and horizontal deflections, as shown in Fig. 2.14.

2. Roof girder at east wall: torsion in the girder, as shown by the impact mark on the
scratchboard by the stylus pipe arm.

3. Roof beam, just north of center line: vertical displacement coupled with some torsional
movement, as shown in Fig. 2.14.

4. Column in southeast corner (near girder): displacement approximately 1/4 in. in north
and south directions. .

A child mannequin was supported in an upright position near the center of the building J
about 5 ft in from the east wall, The mannequin remained. upright during the blast and received
only two slight abrasions on the face.

Three standard two-cell flashlights were placed inside the building, one on a wood saw-
horse along the east wall, one on the floor near the south wall, and one hanging on the center
sceratchboard. The first two flashlights were found on the floor near their original locations, . (
the third was still hanging on the scratchboard. They were undamaged and completely operable. z

The trajectory of the window pieces from the north wall appeared to be downward. Al- i
though there were indications that small particles had struck the south wall window, most |
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Fig, 2.11-—Scuth wall of Union Carbide building after planned test.




Fig. 2.13—Interior view of southeast corner of Union Carbide building after planned test.
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Fig.

9.16 —Shear crack at top of west wall north of Union Carbide building.
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marks were made on the gypsum portion of the south wall, The portion of the south window
that was broken outward could have been damaged by a piece of the north window. The marks
left by the plastic pieces were not sharp and penetrating.

Since there appeared to have been no movement or damage to the building foundation, it
was assumed that the underground electrical conduit and cast-iron drain line were intact. This
was also verified by feeling by hand through the openings in the floor slab where these services

were brought up through the slab.

2.2.3 Damage to Reynolds Metals Co.-Butler Building 31.2-al

. This structure, at 6800 ft from GZ, was very severely damaged, especially with respect
to the wall covering and wall support details. The wall and column footings remained intact.
The four continuous-welded and bolted main frames of the structure had permanent deflections
at the north eaves, away from blast origin, ranging from 5 in. at the east end to 9 in. at the
west end. The same frames had somewhat less permanent deflection along the south eave
lines, varying from about 4 in. at the east end to 7 in. at the west end.

In addition, the two end frames at the north corners were bowed laterally inward, a dis-
tance of about 11 in. at each end, toward the center of the building, This inward deflection is
quite noticeable in the general view of the north side, as shown in Fig. 2.17. The unbalanced
tension in the girts at the ends, as well as the inward pressure, was undoubtedly a factor con-
tributing to this inward movement. In addition, the girts showed evidence of having hung on
the corner columns longer than on the interior columns, thus exerting a twisting and pulling
action accentuated by drag on the crumpled mass of sheeting that remained attached to these
girts.

The columns, as a result of biaxial bending inward, experienced fractures at the bolt holes
at the level of the lower girts. The local bent, twisted, buckled, and fractured condition at
these details is shown in Figs. 2.18 and 2.19 for the northeast and northwest columns, re-
spectively.

From the base of the wall sill to the ridge of the roof, the wall or roof paneling in each of
the three spaces between bents was supported successively by a sill angle, two Z girts, a chan-
nel eave member, and four Z purlins, as shown in Fig. 1.11, Along the north wall the sill angles
originally attached to the wall footing by three bolts were all torn loose from their center bolts,
and at the east end the sill angle remained attached to the west bolt only. Figure 2.20 shows
one of the bent and twisted sill angles and also illustrates how the paneling was torn completely
- loose from its bolt and washer fasteners.

Of the six girts on the north wall of the building, five were torn off at the ends in the man-
ner shown in Fig. 2.21. The upper girt at the west end remained attached to the corner column,
providing the hinge about which the two girts and the crumpled mass of sheeting swung inward
toward the west end of the building, as illustrated in Fig. 2.22. Of the three north wall eave
members, each was torn loose at one end and remained attached at the other end. The east
eave strut was bent into a V shape with about a 3-ft center deflection. The west end of the
center eave strut, after tearing loose, swung down to the ground.

The purlins on the north slope of the roof will be discussed in groups of four each, in the
east, center, and west bent spaces, respectively. Figure 2.23, a view looking up at the east
space, shows the purlins still attached to the frames at each end, but with their ends crippled
and the purlins twisted and bent, especially in the case of the two nearest the eave member.
Figure 2.24 is a closer view of the end crippling of these purlins. Roof sheeting was still at-
tached to the ridge purlin and the adjacent purlin, but the sheeting was torn loose from the two
lower purlins. In the north central space the purlin nearest the eave member was torn loose at
the west end, coming to rest on the ground along with the eave member, but the three upper

. purlins were still hanging to their bolted end connections with the roof sheeting draped loosely
over them, attached only to the ridge purlins. In the west space the two central purlins were
torn loose from their east connections, but they were prevented from falling by the wind-bracing
rods in the plane of the roof, as shown in Fig. 2.25,

On the south wall the sheeting was all detached from girt fasteners, except for two seg-
ments that remained hanging along their top attachment to the eave members (Fig. 2.26). All
the girts on the south side remained attached at their end connections to the main frames, as

(Text continues on page 59.)
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Fig. 2.17—North side of Reynolds-Butler Building 31.2-al after planned test.

Fig. 2.18—Interior detail of northeast column in Reynolds-Butler Building 31.2-al

after planned test.
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Fig. 2.20—View looking down on sill angle in Reynolds-Butler Building 31,2-al after planned test.
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Fig. 2.21—Interior detail of torn girt connector north of Reynolds-Butler Building 31.2-al after

planned test.

Fig. 2.22—Interior view of Reynolds-Butler Building 31.2-21 after planned test. (Note that west

girts and panels of north wall have been thrown against west end.)
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Fig. 2.24—End crippling of purlins at northeast corner of Reynolds-Butler Building 31.2-al after
planned test.
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Fig. 2.25—Underside of roof at northwest corner of Reynolds-Butler Building 31.2-al after
planned test.

i

Fig. 2.26—South side and east end of Reynolds-Butler Building 31.2-al after planned test.
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Fig. 2.27—North girts and siding blown through south wall of Reynolds-Butler Building 31.2-al
after planned test.

Fig. 2.28 —Underside of southeast roof section of Reynolds-Butler Building 31,2-al after planned test.
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Fig. 2.30 —East end of Reynolds-Butler Building 31.2-al after planned test.
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shown in Fig. 2.27. They survived the experience of having the central wall girts and sheeting
from the north wall blown against them after striking machinery within the building. Except
along the ridge, the roof sheeting was largely detached from the purlins. The purlins on the
south face of the roof were the least damaged of any sheet-supporting members, as shown in
Fig. 2.28, a view looking upward at the east space of the south roof face.
The two ends of the building presented the least-damaged external appearance (Figs. 2.29
. and 2.30) for the west and east ends, respectively. The ends undoubtedly experienced consid-
erable pressure equalization due to the more or less complete failure of the north wall. Wall
paneling on the west end remained very largely attached to the sill angle and the eave level
members, although the paneling was detached from all but about one-third of the girt fasteners.
At the east end a similar situation existed, and the hanging doors remained in place.

2.2.4 Damage to Behlen Building 31.2-bl

Although severely damaged, this was the only one of the three utility buildings on the 6800~
ft line that remained sufficiently intact to be suitable for storage or other similar use with only
minor repairs to the windows and doors.

As shown in Figs. 2.31 and 2.32, the major structural damage to this building resulted
from the bending and local buckling of the roof units. The roof along the ridge line had been
depressed approximately 1.25 in, as a result of the unexpected test, and there was little ad-
ditional roof deflection. At the center the additional downward deflection relative to the ends
amounted to a maximum of only 0.7 in. at the center of the ridge line. The deflection of the roof
panel units from a straight line connecting the ridges and eaves was quite uniform (Fig. 2.31),
amounting to 12 to 14 in. at points of permanent deflection. The motion pictures of this struc-
ture during the test show clearly that the maximum deflection was appreciably greater than
the permanent deflection, indicating some elastic recovery from the most deflected condition.
Figure 2.33 shows a typical cross section of Behlen Building 31.2-b1 after the planned test.

Diagonal measurements between wall sills and opposite eaves in the interior, confirmed
by plumb-bob checks on the outside, showed that the rear wall of the building remained nearly
plumb. However, the eave line of the north wall was pushed south, with permanent deflections

- varying from 2.5 in. at the east end to 3.2 in. at the west end, All the bolted wall and roof panel
segments remained bolted to their mutual connections or to wall sill bolts. Thus the structure,
except for window and door openings, retained its protective potential.

The ends of the building suffered minor damage, as shown in Figs. 2.34 and 2.35. The north
half of the east end of the building was tilted toward the west, or center of the building, by
varying amounts. In addition, the central panel was bent inward approximately 7 in. at mid-
height. Along the sloping northeast corner of the roof, the inward tilting of the end wall seg-
ments (Fig. 2.35) varied from 11 in. at the panel next to the eave corner to 2 in. at the ridge.
At the west end of the ridge, the end wall remained essentially plumb, but it was bent inward
locally about 2 in, near the center. Also, adjacent to the west end, there was severe local
buckling near the top, which can be noted from the interior close-up view shown in Fig. 2.36.
At this point, also, can be noted the failure between the longitudinal end strut and its connection
to the end wall of the building, with permanent displacement in the direction of the ridge line
of about 4 in.

The conventional wood panel door at the front of Behlen Building 31.2-bl became a severe
missile, tearing loose from the hinges and striking the south inner face of the building with
considerable force. The undamaged hinges remained on the door frame. The front north win-
dow panes broke through, but the sash remained in place. On the south side of the building, a
single pane of glass in a rear window remained unbroken. Four of the remaining 11 panes re-
mained in place, although they were cracked.

2.2.5 Damage to Armco Building 31.2-d1

This building, at 6800 ft, was practically destroyed; the roof collapsed and rested at the
center on machinery within the building. Front wall segments were wrapped around the ma-
chinery, and this provided a block that at least partially prevented additional movement of
building wreckage in the downblast direction.
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Fig.

2,32 — View looking along north roof of Behlen Building 31.2-b1 after planned test.
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The north side of the building is shown in Fig. 2.37, which also indicates the sag in the
roof. Figures 2.38 to 2.41 show various views of the crumpled ends and the south side of the
building. Most of the wall segments remained on site, although the wall panels along the north
side were largely torn loose from the wall sill connections, as shown in detail in Fig. 2.42,
and one piece swept downblast about 50 ft. At the southwest corner of the building, the sill
was also torn loose, as shown in Fig. 2.43. The wall paneling remained attached to the sill
along 75 per cent of the east end and all the west end. -
Figure 2.44 shows the inward breakage of the northeast door frame. The brittle type frac-
ture introduced into the door frame reinforcing channel is of interest. Another interior view
(Fig. 2.45) shows how the machinery blocked further downblast movement of the north panels .
of the building.
Although very complete structural position measurements had been made prior to the test,
the failure of this particular structure was so complete as to render any postshot dimensional
checks valueless.

2.2.6 Damage to Reynolds-Butler Building 31.2-a2

The damage in the planned test to Reynolds-Butler Building 31.2-a2 at 15,000 ft was simi-
lar in nature to, but more severe than, the damage from the unexpected test to Reynolds-Butler
Building 31.2-al at 6800 ft from the planned test.

Correlation of these two tests by dynamic analyses of the wall panels and girts is given
in Appendix A.

All the siding and roofing remained in place, and the structure retained its essential
utility, as can be seen in Fig. 2.46, which is a general view of the north side and west end
of Building 31.2-a2.. Preshot and postshot diagonal measurements show that the east- and
west-end steel building frames had less than 1 in. of permanent deflection away from the blast
origin. The two interior building frames had permanent deflections at the eaves of about 1.5 in.

The column anchorages for the two interior frames failed at their south footings, with con-

crete spalling off the south face of the footing. The column base plate was displaced 0.5 in. at

the east interior frame footing and 1.5 in. at the west interior frame footing. Figure 2.47 shows

the spalled concrete remaining near the footing for the east interior frame column footing. .

Along the north side, the west and center sill angles tore loose from their center bolts,
but the east sill angle remained attached to all three sill bolts, with the center bolt consid-
erably deformed. The wall paneling remained attached to the sill fasteners on all sides and
ends of the structure. The lower west and east girts on the north side were twisted down 72
and 80°, respectively, on the inside, and the sheeting was pulled off five or six of the center
bolts and washer fasteners. The upper east and west girts were twisted up nearly 90° on the
inside. Of the two center girts, the lower girt tore loose at each end, as well as from all the
wall paneling, whereas the upper girt tore loose at the east end only and remained attached to
all but four of the paneling bolt fasteners.

The eave members were only slightly bent, but they experienced web crippling of 1 to 4 in.
at one or both ends. The first roof purlins above the eave members showed some permanent
bending deflection of from 1 to 3 in., and they experienced a small amount of web crippling.
The second line of purlins above the eaves showed indications of very minor web crippling and
little, if any, permanent bending deflections. All remaining roof purlins on the north side (the
upper two) and all purlins, eave members, girts, and sills on the south side showed little or no
permanent damage.

The north wall paneling, including girts, experienced maximum inward deflections of from
7.5 to 9 in. in the east section, 13 to 17.5 in. in the central section (where the girts had de-
tached), and 10.5 to 12 in. in the west section. The wall deformations are shown in Fig. 2.46,
and field offset measurements are listed in Fig. 2.2. The wall paneling on the ends of the build- -
ing (previously slightly damaged in the unexpected test) was further deflected by variable small
amounts and also showed exterior evidence of main frame racking, as can be seen in Fig. 2.48.

Figure 2.49 shows similar damage to the east end. The suspended sliding doors remained op- .
erable and undamaged after the blast. The roof sheeting on the north side was deflected to

maximum amounts of 9.5 to 11.5 in. (Fig. 2.2) in the first span above the eaves and by a maxi-

mum of less than 2.5 in. in other spans. On the south side the roof sheeting was essentially

undamaged.

(Text continues on page 74.)
62

e




Fig. 2.35—Northeast corner of Behlen Building 31.2-b1 after planned test,
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Fig. 2.37—North side of Armco Building 31.2-d1 after planned test.

64




A B MR . S e

Fig. 2.39—Northeast corner of Armco Building 31.2-d1 after planned test.
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Fig. 2.41—East end and south side of Armco Building 31.2-d1 after planned test.
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Fig. 2.43— Interior detail of sill at southwest corner of Armco Building 31,2-d1
after planned test,
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Fig. 2.45——Interior view of Armco Building 31.2-d1, showing front paneling draped around
machinery after planned test.
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Fig. 2.47—South side of east interior column footing of Reynolds-Butler Building 31.2-a2 after
planned test.
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Fig. 2.49—East end of Reynolds-Butler Building 31.2-a2 after planned test.
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Fig. 2.51—North side of Armco Building 31,2-d2 after planned test.
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Fig. 2.53 — View looking south into interior of Armco Building 31.2-d2 after planned test.
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2.2.7 Damage to Behlen Building 31.2-b2

Behlen Building 31.2-b2 at 15,000 ft from GZ suffered little structural damage, as shown
in Fig. 2.50. Along the ridge line a sag, caused either by the unexpected test or during con-
struction, had been measured at about 0.5 in. After the planned test the sag had increased to
1.5 in., but this does not constitute functional damage to the building. Diagonal dimension
checks in the interior showed that this building experienced no permanent sideways movement
at the eaves.

There was no buckling of the roof or wall panels. With the exception of two window panes
in the north wall, other panes in the windows and in the door were broken inward, but the door
remained on its hinges. In the rear wall, window panes, with one exception, remained in place, -
although several were cracked or chipped.

2.2.8 Damage to Armco Building 31.2-d2

As in the case of Reynolds-Butler Building 31.2-a2, the damage to Armco Building 31.2-d2
at 15,000 ft from GZ for the planned test was similar to the damage experienced in the unex-
pected test to Building 31.2-d1 at 6800 ft from the planned test. The building had been strength-
ened in the interim by the addition of reinforcing channels at the doors and window frames.

The wall panels at the door frames did not buckle or bend, thus retaining their original
length, whereas bending of the remainder of the north wall caused a depression of the north
eave line everywhere except above the doors, as shown in Fig. 2.51. Figure 2.52, looking along
the north side, accentuates the bent appearance of the north wall, where maximum wall de-
flections were between 10 and 18 in., except adjacent to the end walls and door frames. Field
offset measurements of both wall and roof deflections are given in Fig. 2.7,

The north side of the roof was damaged. Along the ridge line, downward deflections up to
1.5 in. were measured. Along the eave line, away from the door frames, downward deflections
of as much as 4.5 in. were measured. The roof panels were also deflected permanently in
bending, some panels having deflections of 4 in. measured as an offset from a sloping straight
line from ridge to eave.

Preshot and postshot dimensional checks showed that the north eave line had been dis-
placed downblast approximately 3 in, at the interior panel points and 2 in. in the plane of the
end walls. The south wall eave line was displaced downblast approximately 1.5 in. along its
entire length.

The end walls were bent inward, as plotted in Fig. 2.7, with the north half of each wall .
showing by far the greater amount of deflection.

The entire window sash was blown inward, as shown in Fig. 2.53.

2.2.9 Gamma Radiation Measurements Within Buildings

Film badges furnished by Project 39.1 to measure radiation dosage were placed within and
without the buildings on the 5500~ and 6800-1t lines. Thirty-two film badges were placed in or
on Union Carbide Building 31.2-el since this building appeared to be the only one offering any
appreciable shielding. Twenty-one film badges were distributed to the three metal buildings
on the 6800-ft line, but the radiation levels recorded by these badges were not significantly
different within and without the buildings. Readings were between 20 and 30 r both within and
without the three buildings, with the exception of three badges in Armco Building 31.2-dl. In
this building, one badge, located immediately behind the foundation of a piece of heavy ma-
chinery inside the building, had a reading of 11 r; and two badges, located behind the south side
corners of the building, had readings of 15 and 18 r, respectively.
In the case of the Union Carbide building at 5500 ft, with 4-in. reinforced-gypsum walls,
there were significant variations in film-badge readings. A vertical cross section running .
north and south at the center line of this building and a horizontal cross section at floor level
are shown in Fig. 2.54. The only reading not recorded in Fig. 2.54 is one on the outside center
line of the east wall at about mid-height of the building which gave a reading of 80 r. The gauge .
near ground level at the same location had a reading of 45 r, as shown. The reduction in ra-
diation levels behind the structure, as compared with those in front of the structure, is quite

significant.
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Chapter 3

DYNAMIC ANALYSES

3.1 GENERAL

Since sufficient pressure-time data were available for both the unexpected and planned
tests to provide an approximate estimate of load-time curves on the structures, it was planned
that dynamic analyses would be made to the extent feasible within the time and budget limi-
tations of the contract. It was not possible to make all the dynamic analyses that might be de-
sired, and it was therefore necessary to make a selection of those problems of greatest prom-
ise. The possibilities from which selections might be made were (1) behavior of windows and
doors, (2) behavior of wall panels, (3) behavior of roof, and (4) over-all behavior of the struc-
ture or main structural frames.

The firm of Ammann and Whitney had made dynamic analyses of the Union Carbide building

prior to the test operation. These were for a different level of load, somewhat lower than that
. actually experienced by the building, and the predictions indicated very minor permanent sets.
The actual behavior of the building for loads greater than those used in the dynamic analyses
showed even less permanent set than predicted. Thus this building was not tested to its po-
tential survival capacity, and, since the behavior of the structure was mostly in the elastic
range, it seemed best to give first priority to dynamic analyses where damage was more se-
vere.

The pressure-time curve for the front face of Union Carbide Building 31.2-el at 5500 ft
is presented in Appendix C in comparison with the pressure-time curve that was used in the
dynamic-analysis check by the firm of Ammann and Whitney.

In the case of the wall panels in both the Reynolds-Butler and Armco buildings during the
unexpected test and at 15,000 ft during the planned test, damage was short of complete failure,
but it was nevertheless quite pronounced in all four instances. Careful offset measurements
had been made before and after the planned test. Thus, here was an opportunity to correlate
predicted load-time curves through strength studies and dynamic analyses with the actual test
behavior. The results are presented in Appendixes A and B.

In the case of the Behlen buildings, there was no appreciable damage to either structure in
the unexpected test, and in the planned test the only building to receive serious damage was
the structure at 6800 ft. In this case the north slope of the roof was deflected downward 14 to
15 in.; however, the uncertainties as to the differential pressure-time curve on the roof, as

* well as the rather uncertain interaction between the roof and wall, made the dynamic analysis
of the roof action rather complex. In addition, the differential pressure-time curve on the roof
is complicated by the important effect of the build-up of internal pressure as the result of the

« failure of the front door and windows. The passage of an attenuated shock wave into the in-
terior of the structure, with resultant complex reflections from the back wall and underside of
the south side of the roof, is known to be of considerable importance, and it represents a cal-
culation task beyond the scope of the present studies.
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The main continuous steel frames of the Reynolds-Butler building at 6800 ft suffered ap-
preciable permanent deflection in the planned test, and it would have been desirable to attempt
dynamic analyses of these. However, the load-time curve would be extremely uncertain be-
cause the girts and purlins, together with shreds of broken, bent, and twisted wall paneling,
remained attached to these frames after failure. Thus the calculation of the drag loading after
wall failure would be impossible for practical purposes.

As a result of the foregoing considerations, the choice was narrowed to the wall panels of
the Reynolds-Butler and Armco puildings. Detailed accounts of these dynamic analyses are
given in Appendix A for the Reynolds-Butler wall panels and in Appendix B for the Armco wall
panels.

3.2 WALL-PANEL BEHAVIOR

3.2.1 General

The dynamic analyses of the wall panels in both the Reynolds-Butler and Armco buildings
involved approximately the same loading conditions since the north walls of the two structures
were almost identical in size and shape. The procedure followed in making a dynamic analysis
has been described in a general way in Chap. 1, Sec. 1.2. Overpressure-time curves were
available at 4700, 10,500, and 15,000 ft from GZ. In the planned test the only dynamic analysis
presented herein was for the 15,000-ft distance, and the actual available pressure-time curve
was used. For the unexpected test, dynamic analyses were also made, but the pressure-time
curve data were obtained by indirect means, as discussed in Appendix C.

A comparative study of all the available pressure-time curves was made with considera-
tion of the altitude of the test site and other factors. For the distances at which buildings in
Project 31.2 were tested, as the result of careful interpolation of available information, the
following data can be used as a basis for further damage studies. The data recorded here are
appropriate for the determination of equivalent standard curves, and the durations are not nec-
essarily the same as those actually recorded.

Duration of

Distance Initial over- positive phase,
from GZ, ft pressure, psi sec
5,500 4.10 1.15
6,800 2.98 1.20
15,000 1.26 1.48

Using the procedures available in declassified portions of reference 1, pressure-time
curves, for the initial period during which maximum wall~panel deflections were reached, are
given in Fig. 3.1 for both the unexpected and planned tests. These curves are based on the as-
sumption that a plane shock wave strikes a rigid vertical wall and is reflected back from the
wall with a reflection factor of slightly more than 2. Since the wall panels are not rigid, these
curves tend to overestimate the actual pressure in the early portions of the curves. A very
crude correction has been supplied to compensate partially for the movement of the walls by
introducing a hypothetical back pressure as a function of velocity, as explained in Appendix A.
Appendix A gives complete details as to all steps of the dynamic analysis. The effect of virtual
air mass has been introduced, allowing for the fact that the wall panels carry with them a mass
of air, thus increasing their effective mass. In a heavy wall this would be a negligible factor;
however, in a very lightweight aluminum wall, the effective mass is roughly doubled (Eq.

A.19). It turns out that this has a relatively small effect on the final maximum deflection of the
wall panel, and thus the air-mass effect in the present instance is largely of academic interest.
In dynamic analyses of structures under water, the effect is customarily considered and is of

greater importance.
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3.2.2 Comparison of Dynamic Analyses and Test Results for Wall Panels

A complete description of the dynamic analysis of the walls of the Reynolds-Butler build-
ings is given in Appendix A. This includes the establishment of the resistance function for the
walls, including the bending strength of the girts, the catenary resistance of the girts, and the
catenary resistance spanning vertically of the aluminum sheeting. Each of these factors must
be considered in detail to obtain even an approximate agreement between the dynamic analysis
and the test result. Appendix B gives the dynamic analysis of the Armco wall panels in some-
what less detail since the analysis parallels that for the Reynolds-Butler buildings. The con-
tribution of catenary strength is relatively less pronounced in this structure, In Table 3.1 the
maximum deflection refers to the maximum deflection of a girt above or below the center of
the wall panel in the case of the Reynolds-Butler buildings and to the actual maximum de-
flection in the case of the Armco buildings.

TABLE 3.1 —COMPARISON OF TEST RESULTS WITH DYNAMIC ANALYSES

Calculated maximum Measured maximum
Building Test deflection, in. permanent set, in.
Reynolds-Butler Unexpected 6.9 4.5
Reynolds-Butler Planned 19.4 16.3
Armco Unexpected 4.6 4.9
Armco Planned 19.4 18.2

In Table 3.1 it is to be noted that the unexpected test refers only to the structures on the
6800-ft line from the planned test, and the planned test refers only to the structures on the
15,000-ft line. In the planned test at the 6800-ft line, the wall panels were completely destroyed
in the early milliseconds subsequent to impingement on the shock front on the front of the

buildings.

REFERENCE

1. L. J. Vortman and M. L. Merritt, Methods for Estimating Blast Loading on Simple Struc-
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Chapter 4

DISCUSSION

4.1 GENERAL

With reference to the three utility type buildings, the tests fulfilled their objectives fully;
overpressures were very close to those that had been anticipated, and it is possible to esti-
mate fairly well the survival range for the structures when exposed to a bomb producing a
blast wave with pressure-time characteristics similar to those experienced in the present
operation. The unexpected test was a valuable supplement to the planned test in that it pro-
duced damage to two of the structures at the borderline of wall survival, thus giving two extra
evaluations of the wall strength of these structures.

It should be emphasized again that none of the utility structures was designed in any way
for blast resistance. The Behlen buildings, which stood up so well under blast, seemed to be
considerably overdesigned for conventional loads. This is partially due to the relatively small
size of the buildings under test. The relative conclusions made as a result of these tests should
not be extrapolated to structures of, say, twice the roof span of those tested.

The discussion of damage in Chap. 2 has been given in considerable detail as a matter of
record. It is believed that these details of damage and a study of the figures will be of con-
siderable value in the improvement of design, even for normal type loads. The dynamic analy-
ses of the wall-panel structures for the Reynolds-Butler buildings have been of considerable
value in bringing to light certain factors that, although known, have not received sufficient
emphasis. With reference to Fig. A.5, it will be seen that the major contribution by far to wall
resistance in the Reynolds-Butler buildings accrues from the combined two-way catenary ac-
tion of the girts horizontally and the wall panels themselves spanning vertically. This is true
even though the most usual type of attachment was made at the ends of the girts and at the top
and bottom of the wall panels. Catenary resistance could have been increased severalfold if
fully continuous-girt end connections and better top and bottom wall-panel attachments had
been used. The design for conventional load is adequate, based on bending strength alone;
however, the catenary contribution to wall strength, not even considered in the design, is the
major factor contributing to ultimate wall strength.

Another interesting result shown in Appendix A is the fact (as indicated in Fig. A.6) that
the acceleration and velocity-time patterns are markedly altered when the virtual mass of air
is added to that of the very lightweight wall panels. No claim is made in this report that a
highly precise analysis of this effect has been carried out. This is not possible in view of the
limited state of knowledge of this phenomenon at the present time. However, it has been dem-
onstrated that the effect is a marked one, and verification in further tests could be made by
obtaining a complete acceleration-time record of a given wall panel.

In comparing the three utility type buildings in the planned test at 6800 ft, the Reynolds-
Butler buildings benefit because of their sturdy continuous steel frames, which have great
elastic and plastic ultimate strength. These structures presented a very torn up appearance
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after the blast because of the complete and disordered failure of the very light wall and roof
sheeting. In the main frame of these buildings, the corner columns on the north side were
severely bent and twisted. The Behlen buildings show up in a superior way in these particular
size structures. These buildings have great inherent strength because of the deep corrugations
and heavy-gauge metal, and they also benefit a great deal because of the more-than-adequate
bolted connections between all joining parts. This results in the over-all structure “hanging
together” very well. In contrast to the Behlen buildings, the Armco buildings, although quite
adequately designed for conventional wind and snow loads, show up poorly in a heavy blast
zone. One of the main reasons for this is the inadequate end connections of the wall panels at
the eaves, along the sill, and at other parts where the joints are made. The aim in these struc-
tures seems to be ease and speed of erection. The panels are fitted together with a minimum
of connecting bolts, and metal screws are used in many instances. In general, it can be said
that, if members and sheeting are interconnected by only sufficient bolts for normal loads, the
full inherent strength that could be available for overloads is not anywhere near realized. The
failures that were experienced in these tests were largely failures of connections. Of course,
if the connections had been more adequate for blast loading, other types of failure would have

ensued.

4.1.1 Union Carbide Building 31.2-el

The almost complete lack of damage, except to window and door details, at the relatively
close range of 5500 ft and at a peak overpressure of about 4.1 psi, demonstrated the effective
elastic resistance of well-designed continuous-welded heavy-steel-frame construction. Of
course, the known ability of the same type of construction to withstand great deformation into
the plastic range was not explored as it might have been if another identical structure had
been exposed at a closer range. The low level of permanent sets in panels and members, rang-
ing from none at all to measurements of 1/(,-in. vertical movement upward of roof girders and
of 1/4—in. lateral movement of the lower flange in the roof girders, validated the dynamic analy-
ses made by Ammann and Whitney in a qualitative way. This structure could have withstood
much greater overpressures without complete failure, and the results demonstrated the fea-
sibility and value of actually designing for blast loads if protection is desired. The 4-in.-thick
reinforced-gypsum wall construction also showed up very well for the relatively short spans
involved. The wall suffered practically no permanent damage, except for some surface spalling
and minor structural cracking. Here, also, it would have been helpful to have had exposure at
a closer range since an objective of this test was to determine the behavior of reinforced
gypsum at incipient failure.

The behavior of this building would doubtlessly depend, to some degree, on the orientation
with respect to the origin of the blast. The large window area at the top of the building un-
doubtedly permitted considerable pressure relief inside the structure, reducing the differential
pressure between the inside and outside.

4.1.2 Reynolds-Butler Buildings 31.2-al and 31.2-a2

Under peak overpressures of 1.26 and 0.72 psi in the planned test at 15,000 ft and the un-
planned test, respectively, the main steel frames of these buildings stood up very well, al-

" though the wall paneling and roofing suffered very large permanent deflections along with their
supporting girts and purlins in the north wall and north roof facing the blast source. Under

the greater overpressure in the planned test of about 3.0 psi at 6800 ft, the main frames were
permanently damaged, and the wall paneling and girts were, in general, carried away.

The main criticism of these structures for low-level blast loading is that they are not
designed as frangible wall structures optimizing survival chances of main frames, girts, and
purlins and that they are not in any sense protective, even to the capacity that could be realized
with moderate changes in the design. In other words, the walls as designed are not weak
enough to provide good frangible construction, nor are they strong enough to provide good pro-
tective construction. If the panels had been lapped with minimum strength connections at or
between each girt to reduce catenary action and provide venting, it is likely that the frame
would have survived the planned test at 6800 ft with no appreciable damage. Then new wall
and roof covers could be quickly installed, and the structures could be rapidly restored to
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their original condition. Also, it would be desirable to eliminate the overhang of the roof panels
at the eave, It is obvious that, from the large deflections in the roof immediately adjacent to
the eave, the clearing of reflective wall pressure spilling over the front edge of the structure
nearest the blast causes a severe tilting action pressing upward on the roof paneling that juts
beyond the wall. When this is added to the downpressure on the roof itself, the result is an
excessive deflection in the roof near the eave, as shown in Fig. 2.3, It seemed desirable to
crop the roof panels off close to the eave corner, even though the appearance suffered some-
what.

A considerable improvement in the protective capacity of these structures can be achieved
by the following measures: .

1. Improve the design of girts and purlins. Use flanged U sections instead of Z sections.
Improve the end reaction strength by eliminating coping cutouts and increasing the number of
bolts at each end. Alternatively, the girts and purlins might be made fully continuous by
welding. ~

2. Increase the number of bolts holding the sill angle to the wall sill footing,.

3. Increase the number of bolts attaching the aluminum paneling to the sill angle at the
bottom and to the eave member at the top.

4. Improve the footing and anchorage for the main frames to avoid the failure indicated in
Fig. 2.47 and to improve the capacity for the greater reactive loads that would be experienced
if the wall and roof construction were improved.

5. It should be emphasized that the potential catenary strength of the girts and of the alu-
minum sheeting, thin as it is, is not realized. Thus there is no need to increase the thickness
of the thin aluminum sheeting if semiprotective construction is the goal.

6. Eliminate overhang of the roof at the eaves.

4.1.3 Behlen Buildings 31.2-b1 and 31.2-h2

The excellent blast resistance of Buildings 31.2-bl and 31.2-b2, as described in Chap. 2,
accrues from a combination of favorable circumstances:

1. The use of heavy-gauge steel sheet cold formed into shapes resistant to local buckling.

2. The considerable lateral bending strength and column strength of the same shapes that
result from the very deep corrugations.

3. The use of a more-than-adequate number of reasonably large bolt fasteners to form all
connections.

The unusual design characteristic of Buildings 31.2-bl and 31.2-b2 is the fact that there is no
internal supporting frame or bracing, other than small knee braces at the eaves and a longi-
tudinal member just below the ridge. With all the strength concentrated in the “skin” and with
more-than-adequate connections between various panels and between the wall and sill, these
structures show a great ability to hang together, although they were seriously deformed in the
planned test at 6800 ft from GZ at peak overpressures of approximately 3.0 psi.

These structures in large sizes have not been tested as yet by blast loads. Undoubtedly,
large-sized structures would show the same tendency to hang together, but the survival range
from GZ for the same yield detonation might vary considerably as the size of structure changed.
This is partly due to the fact that these structures are not designed for conventional loads in
the ordinary sense of the word, nor with the care that has been applied to the design of the
Armco and Reynolds-Butler buildings. In these structures a great deal of painstaking design
study has been given so that the buildings are just the right strength and not overdesigned
for conventional loads. In the case of the Behlen buildings, a great deal of common sense and
intuitive appreciation for good structures is in evidence, but it seems possible that the design
analysis for conventional loads has not reduced the materials and bolt sizes to a minimum. Of
course, this makes these structures show up to advantage when they are subjected to heavy
blast loading.

The internal strut, running parallel and just beneath the ridge as shown in Fig. 2.36, is
inadequately attached at each end, and its function has been imperfectly analyzed.

In view of the very excellent protective potential of these structures, a further study of it
is recommended to make a real dynamic analysis and to permit evaluation not only of the test
structure but also of larger size structures.
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4.1.4 Armco Buildings 31.2-d1 and 31.2-d2

The Armco buildings, like the Reynolds-Butler buildings, have been carefully designed for
conventional loads, with connection material and thicknesses of all members and sheets re-
duced to a minimum. The Armco buildings are a very popular type, and they are put together
by standard procedures in a very simple way. However, in comparison with the Reynolds-
Butler buildings, these structures suffer from the fact that they have no internal framing to
provide a skeleton for reconstruction if damage is severe. Thus these buildings go all to pieces
in the fashion of the “one-horse shay.” On the other hand, at low damage level, as under an
initial overpressure of 0.72 psi in the unexpected test, these structures were easily repairable
by the replacement of damaged wall panels. Repair is facilitated because of the simple inter-
locking construction.

When the Armco structures experience loads that cause complete wall failure, e.g., at
6800 ft from GZ in the planned test, there is not much possibility of further use or repair. The
skin of these structures, with their simple interlocking features and minimum number of con-
necting bolts, does not hold together well under destructive loading. As mentioned previously,
and as is true also in the case of the Reynolds-Butler buildings, the inability of the Armco
structures to survive atomic blast loads in no way reflects on their utility under the normal
wind and snow loads for which they are designed.

4.2 SUMMARY AND CONCLUSIONS

1. The test structures, of the size and with the orientation relative to blast that were used
in this program, showed an ability to survive overpressures and durations which are deduced
from the unexpected and planned tests reported herein, as estimated and summarized in

Table 4.1,

TABLE 4.1 — BUILDING DAMAGE RELATED TO APPROXIMATE PEAK OVERPRESSURES

Peak overpressure, psi
N N

Reynolds-
Type of damage Union Carbide* Butler Behlen Armco

Negligible structural

damage; door and

window repair or

replacement needed >4 St 1Y
Local structural

damage; repairable 1t 3 % to 1%
Major structural

damage; repair

difficult or im-

practicable 31 1Y, to 3

* Blast-resistant building.
+ For a good external appearance, aluminum paneling and roofing would also need replace-

ment over a considerable portion of the structure.
t Repair would involve an extensive replacement of the girts and purlins, all external

sheeting, and straightening of main frames by flame,

2. In connection with the utility type structures, the tests were of value in showing how
each building could be improved in its ability to provide protection from low-level blast load-
ing. In general, the greatest need is increased strength in connections.

3. In the case of the Reynolds-Butler buildings, the conventional design would lend itself
to a drag type frangible wall construction if so desired. Improvements in design for such modi-
fication have been suggested.

4. The tests of the Reynolds-Butler buildings indicated that the great contribution of girts
and wall panels by catenary action was not considered in the design.

82




5. The effect of air cushioning on the dynamic behavior of the light wall panel has been
studied, and it can be concluded that, although the change in apparent mass is pronounced, the
effect on the maximum actual deflections may be of minor importance.

4.3 RECOMMENDATIONS

1. If further similar tests are conducted, different orientations and different building sizes
should be investigated.

2. If buildings of the Union Carbide blast-resistant type are tested again, they should be
built in duplicate or triplicate at variable distances from GZ in order to obtain enough damage
to expose any weaknesses that may exist in the design.

3. If protective construction is the goal, even at much greater levels of overpressure than
those experienced by the buildings in this program, the idea of utilizing the catenary or skin
tension strength instead of the bending strength of wall surfaces should be fully explored. Al-
though the importance of this fact has been demonstrated in these test structures, it has been
an accidental rather than an intentional result. (Because of the importance of this item, a
further study of it is planned currently at the University of Michigan.)

4. Further attention is needed to reduce the missile hazard resulting from the use of con-
ventional windows and doors. They should be either self-venting or blast resistant to a degree
comparable with the rest of the structure.

5. Although analysis of the wall panels together with their supports is a complex problem,
especially in the case of the Reynolds-Butler buildings, a reasonable agreement has been ob-
tained in these studies between deflections experienced in both the unexpected and planned tests
for both the Reynolds-Butler and Armco buildings.
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Appendix A

ANALYSIS OF WALL BEHAVIOR:
REYNOLDS-BUTLER BUILDINGS

A careful study of the dynamic behavior of the walls of the Reynolds-Butler buildings
seemed particularly appropriate because the planned test at 15,000 ft and the unexpected test
resulted in varying degrees of partial damage which gave promise of correlation with available
pressure-time data. Also, as it turned out, several novel, although complicating, factors had
to be considered in order to achieve good correspondence between theory and test.

A general description of these buildings is given in Sec. 1.3.2, and general drawings, are
shown in Figs. 1.10 and 1.11, Over-all behavior during the unexpected test is described in
Secs. 2.1.2 and 2.1.3, and behavior during the planned test is described in Secs. 2.2.3 and 2.2.6.
Figure 2.1 shows the wall after the unexpected test, and Fig. 2.2 records the measured offsets
of permanent wall deflection after both the unexpected and planned tests. Figures 2.3 to 2.5
show other views of damage to the walls and roof which resulted from the unexpected tests,
and Figs. 2.46, 2.48, and 2.49 show the wall condition after the planned test at the 15,000-ft
line.

The walls, being of small mass, either fail or reach maximum deflection in a short time
(less than 0.045 sec). For this reason, only the initial part of the pressure-time curves for
the walls need be considered, and these curves are plotted in Fig. 3.1, as explained in Sec.
3.9.1. The curves as shown include the reflection effect, but they are based on the assumption
that secondary effects due to wall motion can be neglected.

In studying the dynamic behavior, resistance to applied force is usually thought of as being
comprised of two parts. First, there is the mechanical resistance, usually assumed to be
equivalent to the static load resistance but increased by a “dynamic load factor” to compensate
for the increase in material strength due to strain rate. Second, there is the resistance of-
fered to the force that is required to produce acceleration of the effective wall mass, some-
times called “inertial resistance.”

The resistance of the walls to pressure is initially quite simple to calculate, but the cal-
culation is complicated by a number of factors as the deflections get large. Initially, the bend-
ing strength of the lightweight aluminum panels is sufficient to transmit the load to the girts,
and they, in turn, transmit the panel reactions to the columns with adequate bending strength
of their own. After the girts deflect about 2 in., they begin to develop sufficient direct tensile
force so that their resistance is increased by what will be termed “catenary” action, for want
of a better term. At about the same time, catenary action of the aluminum wall panels in a
vertical direction begins to add appreciably to the over-all panel resistance. Thus, from maxi-
mum girt deflections of about 2 in. up to deflections of about 14 in., when the girts fail at their
ends, the over-all panel resistance is comprised of three main parts, each of which will be

analyzed separately:

1. Bending resistance of girts.
2. Catenary resistance of girts.
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3. Catenary resistance of aluminum wall sheeting. After failure of the girts the aluminum
panels continue to deflect and offer increasing catenary resistance until they finally tear away
from their bolts at the top and bottom ends with center deflections of over 20 in.

Figure A.1 shows the actual cross section through the wall with the aluminum sheeting
running vertically and supported at location 1 by the sill angle, at locations 2 and 3 by girts,
and at location 4 by the eave strut. Although the disposition of the girts is slightly unsym-
metrical, in order to simplify the analysis the assumption of symmetry is made as shown in
the force diagram of the same cross section after it undergoes large deflections. Because of
symmetry, reference will be made only to the forces and deflections in one-half of the wall

3 :!/4 2" 3’ 77.:: 27 7|/.u
AL |
£
b2 (U] @ ® “ 3
2 Sill Angle Gt ACTUAL WALL CROSS SECTION Girnt Eave
b a b Strut
& Yy
*
\

Fig. A.1—Wall cross section at center line of girt, showing forces acting at
large deflections. (Dimensions slightly modified to introduce symmetry.)

cross section. After the deflections get large the catenary action predominates, and, since
the sheeting tries to retain its original length, it pulls down at the top against the eave strut,
developing force Y, with assumed center deflections y, in the vertical direction. It is assumed
that the horizontal deflection of the eave strut can be neglected. Similarly, the sill angle at the
bottom is pulled upward, with different behavior as compared with the eave strut, but this dif-
ference will be neglected in order to simplify the analysis. The top girt is also pulled down at
location 3 with deflection y;, developing its own vertical reactive force Y;. Similarly, the lower
girt at location 2 is pulled upward. Figure A.l is intended to represent conditions at the center
of the girt, hence deflection x, is the maximum girt deflection, and the behavior of the wall
panel at all times will be referenced to this particular deflection. Forces X3, Y3, X4, and Y, are
in pounds per inch for a 1-in.-width strip. If any value of X3 is arbitrarily assumed, X; (as will
be discussed in Sec. A.2) is determined since it is a function of X3.

If all the forces in the x direction are now summed, with symmetry assumed

X+ X, = q(b +§) (A.1)

Now (still referring to Fig. A.1), consider a free body of the section between locations 3
and 4 and take moments about the deflected position of point 3

2
DX, — X;¥, ‘-123 =0 (A.2)

Since the girts deflect less than x; at points other than the center line, the contribution of
panel catenary action to load resistance will not be so great at the ends of the girts as at their
center. However, the desired answer is the total load capacity of all factors in combination.
As a reasonable approximation the load distribution at the center will be assumed to exist at
all sections along the girt.

If Eqs. A.1 and A.2 are now combined to eliminate X,, the following equation is obtained
for average unit load carried by the panel:

2 X
1= (Xs + 33 Y4) (A.3)
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However, in Eq. A.3, Y, must be determined, and it can be established as a function of y,,
provided the elastic stretch in the aluminum panel can be neglected. This will be a relatively
good approximation if the paneling stays within the elastic limit, which will be the case if the
eave strut and panel connections are relatively weak with respect to vertical load capacity.
This is true in the present design.

Consideration will now be given to the determination of y;. In the central vertical segment
of wall paneling between locations 2 and 3, the tension force per unit width of the paneling is .
Y; + Y,. Let the additional horizontal deflection at the center in reference to location 3 be x,,
as shown in Fig. A.1.

Considering the center segment between locations 2 and 3 and neglecting the elastic stretch

in the paneling,

2 1 (dx)\?
Ys"j(; '2'(3};) dy (A.4)

Under a uniform pressure load the paneling, in the absence of bending resistance, would deform
in the shape of a circular arc. However, the assumption that the curve is a parabola will be a
reasonable approximation for the deflections in the range applicable to this problem, and this
assumption, introduced in Eq. A.4, leads to the following formula for yj:

4x? ‘
V3= 5 (A.5)

Considering now the force equilibrium of one-half of the center panel segment, which carries a
tensile force of Y, + Y, the following equation is obtained for the relative deflection x, at the

center of the panel:

2

. G
% = B(¥, + Yy (4.6)
By combining Egs. A.5 and A.6, the following equation for ys is obtained: -
3
2.3
- qa
Y37 48(Y, + Y,)? ' &9 .

Similarly, by applying Eq. A.4 to the top panel segment between points 3 and 4 and by in-
troducing the equilibrium of this free-body diagram, the following two equations are obtained:

1/x2 8
Va—Vs=g (?3 *t3 X%.s) (A.8)
qb?
3.5 = 3Y, (A.9)

By collecting the information in Egs. A.5 to A.9, the following formula for vertical movement
at the top of the panel is obtained:

2,3 21,3 2
q‘a q‘b X3
= + = o
Y4~ 18(Y, + Y, | 24Y]  2b (4.10)

As previously mentioned, y, represents not only the vertical movement downward at the
top of the panel but it is also assumed to be the center deflection vertically of the eave strut.
Thus, for any arbitrarily assumed value of x;, introduced into Eq. A.10, mutually associated
values of y, and Y, which will be compatible both with the relation expressed by Eq. A.10 and
the vertical load resistance of the eave strut must be determined. Also, it is noted that Y3
enters Eq. A.10. However, this is a small effect, and a very rough approximation will serve
in the present example. Before utilizing Egs. A.3 and A.10 for the determination of the load

86

L




capacity of the wall panel, the lateral load resistance of the girts and eave strut must be de-
termined.

Initially, the resistance of the girt to load in either the vertical or horizontal direction
results from its bending strength. After deflections of 2 in. or more at the center, the girt
begins to develop a longitudinal tension force and the associated catenary resistance. If the
tension force becomes appreciably high in relation to the total tensile yield strength of the
member, the bending resistance in the plastic range will be reduced below the value for bending
alone, The use and changing orientation of the Z section girts in the present design introduced
a further complicating factor. As shown in Fig. A.1, the upper girt is pulled down vertically by
the panel movement. This introduces a twist and changes the axis of bending so that the bending
strength of the girt in a horizontal direction is weakened. Simultaneously, the bending strength
in the vertical direction is strengthened. This pulling together and twisting of the girts can be
clearly seen in Figs. 2.4 and 2.5 for the unexpected test, and the effect was even more pro-
nounced, although it is not shown in the figures, in the planned test. The fact that the twist
varies all along the girt with related variation in bending strength is a very complicating factor.
Initially, the girt is held in position by the panel, so long as the deflections are small, and
elastic behavior by bending in the x direction as a simple beam ¢an be assumed. In this range
the deflection at the center will be

5 X,L!
e ————— .1
X3~ 384 EI (a.11)

In the wall panel and girts the rates of strain will be relatively high, and it will be assumed
that the steel in the girt material has a dynamic yield stress of 50,000 psi. This corresponds
to a dynamic increase factor of about 50 per cent over the minimum yield strength of 33,000
psi for structural steel.

The elastic and plastic cross-sectional properties of the Z section girt are tabulated below:

| )’ Elastic
i Ixx = 1.487 int4
” <k Syx = 0.818 cu in.
0./705 [P Area = 0,727 sq. in.
b2 | % 1
~y Plastic modulus
X—- - * Z 4 = 0.954 cu in.
Zyy = 0.303 cu in.
Zmax, = 1.001 cu in.
Z min, = 0.260 cu in.
7"
175" 1Y 175"
<

By assuming that the girt carries a uniform load and that it is simply supported at the
ends, the following equation is determined as a load for an inch of length when the girt ma-
terial reaches the yield point stress:

8S0 4 8) (0.818) (50,000 .
[Xilyiera = —zpeld - B¢ (14;)(2’ )~ 16.23 pli (A.12)

As the girt continues to bend, it presumably will increase in load capacity in the plastic range
until it reaches its full plastic bending strength. However, as deflections increase and the girt
twists at the center, it offers less resistance to bending, and, as a conservative assumption,
it may finally orient itself in a position that offers minimum resistance to bending. At the
same time, tensile force is developed due to catenary action. An investigation should now be
made as to whether or not the minimum bending strength will be appreciably reduced by the
tensile force in the girt.
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The cross section at the end of the girt is reduced in area by coping, and the connection
consists of a single %-in.—diameter bolt. This is insufficient to develop the tensile yield
strength of the girt, and the maximum tension force is later determined as approximately
10,000 lb. In a simple rectangular element subjected to combined bending and direct stress,
the following relation holds:

M T?
M + T§, =1 (A.13)

In the present case the tensile yield strength of the girt is Ty = 0.727 x 50,000 = 36,400 1b.
From Eq. A.13, the ratio between the resisting moment and the full yield moment of the Z bar,
assuming the same behavior as for a simple rectangle, is

M _ T _
My‘l"r§’1_°'°75'°'925

Although the relation for the Z bar will be slightly different, this value will be used to determine
the minimum bending strength, which, in the large deflection range, is a very small percentage
of the total resistance. Thus, any error introduced by this approximation will be negligible so
far as any estimate of the over-all resistance is concerned. Initially, when the girt is held ver-
tically in position by its attachment to the panel, the maximum plastic bending strength will be

8Z0yicla _ (8) (0.954) (50,000
gl = 2Z0wietd _ (8) (©.958) GO.000)_ g 5 s
L (142)

As the girts are twisted, their plastic strength will be reduced since they tend to orient
themselves so as to bend about the weakest axis, and it will be assumed that the minimum
plastic bending strength is finally reached. The minimum bending strength is assumed to be
reduced by the previously mentioned factor to include the rather minor effect of tensile stress
in the girt. Thus

0.925) (8) (0.260) (50,000 .
|X3|p min. = ( ) ( )(§42)2 ) ( )= 4.75 pli

The bending strength of the girts, thus determined, is plotted in Fig. A.5 as the lowest of the
curves shown. In Fig. A.5 the ordinate is the average load in pounds per square inch of frontal
surface rather than the total load per inch of girt,

Next, the catenary resistance of the girts must be determined. First, an estimate must be
made of the load-deflection properties of the girt as a tensile member. Here, an actual test
would be of great value since the failure is complicated by the complex behavior at the ends.
Second, the relation between girt deflection and longitudinal deformation at the ends must be
established. Then, for any arbitrarily assumed value of girt deflection, a certain end defor-
mation will be established, and this, in turn, will establish the end force on the girt. Then the
equations of static equilibrium will determine the equivalent static load carried by the girt in
catenary action.

Figure 2.21 shows the detail of a torn girt connector which is typical of the end failures
of this member. Approximately one-half of the total girt area is cut away at this point to pro-
vide sufficient coping of the Z bar in order to eliminate interference between the exterior
panel and the front face of the columns. The girt is then attached by a single 1/z-in.-diameter
bolt passing through a slotted hole. Initially, the slotted hole permits a longitudinal movement
of the girt which is resisted only by the friction between the bolt and the girt material. Then
at the sharp internal cut, the girt starts to tear at the end. As it does so, the torn piece of girt
that remains attached to the column is twisted almost 90°, as shown in Fig. 2.21. There is
some information available on the strength of eccentrically loaded tension members of steel
which fail by tearing that starts at one side, due to a notch or stress concentration, and infor-
mation® is also available on the strength of bolts in shear. The fact that the bolts did not fail
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established an approximate upper limit to the girt strength. During the tearing of the girt, it
can be assumed that the average stress in the untorn portion will be roughly one ~half the ulti-
mate strength of the material. This leads to an estimate of slightly over 10,000 1b for the
ultimate tensile load in one of these girts. Since it would appear that the 1/z-in. bolt should be
on the verge of failure at this same load, it can at least be assumed that the tensile strength
was no more than this value. At a total load of 10,000 lb, the average stress in the main body
of the girts where the full section exists is only 13,750 psi. The elastic deformation correspond-
ing to this stress is less than 0.1 in. for the total length of girt; therefore the elastic stretch
can be neglected, and the entire longitudinal deformation of the girt can be estimated as due to
the behavior at the end connection. It is assumed that the girts start to slip at their ends at a
tensile load of slightly over 4000 lb and that total slippage (see Fig. 2.21) is slightly more than
0.5 in. at each end. Under a very slowly applied static load, ‘the slippage would probably con-
tinue with no increase in load; however, under dynamic load it is assumed that the load in-
creases somewhat (Fig. A.2) until, after full slip at both ends, the maximum tensile force of the
girt is developed. In the absence of any test it is very difficult to estimate the amount of yield-
ing at ultimate load that will take place locally before tearing starts, but it has been assumed
that about 0.5 in. of stretch will occur at each end before tearing commences. After tearing
begins (at a total stretch at both ends estimated to be about 2.25 in.), the load can be presumed
to fall off rapidly, and, at a total longitudinal stretch of 3.5 in., the girts are assumed to tear
loose. This estimate of total longitudinal stretch corresponding to complete failure can be con-
firmed by observations of the center girts in the planned test of Reynolds-Butler Building
31.2-a2 at 15,000 ft. Here the lower girt at location 2 (see Fig. A.1) was torn off at both ends
in the center panel, and the upper girt at location 3 was torn off at one end only. The lower
girt had a maximum center deflection of about 16 in., and the upper girt had a maximum center
deflection of about 13 in. At the same time, girts in the end panel with maximum center de-
flections up to about 12 in. did not tear off (see Fig. 2.2). It is thus possible to bracket very
closely the total longitudinal deformation of the girt at complete failure. A total longitudinal
deformation of 3.5 in. corresponds to a maximum center deflection of 13.7 in.

TABLE A.1— COMPUTATION FOR DETERMINING THE LOAD
CARRIED BY CATENARY ACTION

Load
Total Catenary Tensile carried by
longitudinal deflection force catenary
deformation of girt in girt action
(e) (%3) (T) {X3)
0.25 3.65 5,600 8.1
0.75 6.32 7,800 19.6
0.825 6.63 8,100 21.3
1.15 7.82 9,300 28.9
1.5 8.94 10,000 35.5
2.0 10.32 10,000 40.9
2.5 11.55 9,500 43.5
3.0 12.60 7,200 36.0
3.5 13.70 0 0

The computations for the determination of the load carried by catenary action are given
in Table A.1. The first column gives arbitrarily chosen values of total longitudinal defor-
mation. The second column gives the center deflection of the girt corresponding to the total
longitudinal deformation as determined by the relation for an assumed parabolic girt-deflection
curve, or twice the value given by Eq. A.5. The third column indicates the tensile force in the
girt corresponding to the total longitudinal deformation as taken from the graph in Fig. A.2.
Finally, the fourth column gives the loads carried by catenary action in pounds per lineal inch
of girt as determined by the following equation:

X = ——2 = 0.0003967Tx; (A.14)
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As mentioned previously, it is recognized that the assumption of uniform load on the girt is
incorrect because it underestimates the load on the girt. This is roughly compensated for by
the fact that the load carried by panel catenary action is approximately overestimated in the
same proportion. In terms of average pressure in pounds per square inch on the front face of
the wall, the contribution of the girts to wall resistance in terms of their catenary behavior is
plotted as the ordinate distance between the two lower graphs in Fig. A.5, as shown thereon.

The first term in Eq. A.10 involves the vertical resistance of girt Y;. This is relatively
small in comparison with Y,, and, because of the variable twist of the girt, it is practically
impossible to make a reliable estimate of the vertical strength in the absence of actual tests.
It is also recognized that, in the initial stages of deformation when the panel is holding the girt
in its vertical location, there is actually a negative resistance of the girt vertically since, due
to the tendency toward biaxial bending, it tries to pull the panel down. However, as plastic
action proceeds and the panel at girt 3 is displaced downward, it is assumed that the girt offers
initially one-half of the plastic resistance that it normally would offer if this were the only
load on the girt. As the girt twists, it offers greater resistance vertically, and it is estimated
that the girt finally develops about one-half of the maximum plastic resistance that it would
offer when twisted into its strongest position from a vertical displacement point of view. It is
convenient in this analysis to thus assume that vertical girt resistance is a function of hori-
zontal deflection rather than vertical girt deflection, and the resistance so calculated is shown
in Fig. A.3. Although this is but a crude approximation, it has been mentioned before that, be-
cause of the minor role of girt 3 in vertical catenary action, large errors in this estimate will
have a negligible effect on the estimate of total panel resistance.

Of great importance in establishing the vertical catenary load resistance of the aluminum
sheeting is the vertical resistance to downward load of the eave strut and the vertical resist-
ance to upward load of the sill angle. The sill angle is held to the foundation by three bolts,
one at the center and one near each end. The eave strut is a cold-formed shape, as shown at
location 4 in Fig. A.1. Owing to participation of wall and roof sheeting, the vertical resistance
of the eave strut is much greater than would be determined from its own section properties in
bending. This must be true since the eave struts were crippled downward at each end for sev-
eral inches and the estimated crippling load would correspond to a uniform downward load es-
- timated at 190 1b/in. A study of the vertical plastic bending strength inherent in the eave strut
alone indicates no more than 30 lb/in. This value neglects the contribution of braces. Simi-
larly, the sill angle along the bottom has a plastic bending strength of only about 10 pli. How-
ever, the sill angle very rapidly acquires considerable strength due to its own catenary action
upward, and the tensile strength of the three bolts would indicate a final strength level some-
where between 160 and 200 pli of sill angle. The increase in strength of the eave strut is un-
doubtedly due in part to participation of the aluminum roof paneling and the aluminum side-
wall sheeting adjacent, and bolted, to the eave strut. Since the bending strength of the eave strut
alone is not used and since the end crippling of the eave strut proves that it carried a con-
siderable increment of load due to wall and roof participation, it is simply estimated that, as
a result of end crippling, the eave strut can carry an average uniform load of 190 Ib per inch
of length, and a load-deflection diagram so estimated is shown in Fig. A.4. The initial slope of
this load-deflection curve is determined by the elastic properties of the eave members. The
only reliable procedure for a more accurate determination of this factor would be by actual
test of a complete building unit.

It is recognized that, and this statement will be repeated from time to time, a very con-
siderable number of approximate assumptions have been made in arriving at data leading to
the estimate of wall resistance. Without careful observation and measurement of the actual
wall behavior as a result of the nuclear tests, it would not have been possible to come nearly
so close to a reliable estimate of wall resistance. An even better estimate could be made by
a combination of nuclear tests with actual static load tests performed on site. The value of the
analysis presented here lies in the fact that it indicates a procedural plan by which the be-
havior of similar panels under blast load can be predicted if the information that is roughly
. approximated here can be obtained more accurately by static load test.

After the girts tear loose at their ends, all the wall resistance must come from catenary
action of the aluminum panels spanning vertically from sill to eave strut. If these panels had
not been installed in single units from top to bottom, their strength after girt failure would
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have been much less, unless the panels were spliced fully at every lapped location. Figure A.5
indicates the additional load carried by the vertical paneling in catenary action after the girts
tear loose. Since the behavior of the panel is being referenced to girt center deflection x;, the
deformation and resistance of the paneling will also be referenced to the same location as a
matter of convenience in the final calculations. Assuming the deflected shape of the paneling
to be that of a parabola, it can easily be shown that the load g, in pounds per square inch sup-
ported by a 1-in.-wide strip of sheeting, is

- _2Yxg
q-= b_(l—l——_b) (A.15)

Also, from the geometry of a parabola, the relation between the maximum deflection of the

center paneling and the deflection x; at the girt is

X3

= T (A.16)

If this relation is introduced into the geometrical relation between vertical end deflections y,
and center deflections x,, the following is obtained:

4 X3 2
Vo= 5[1 _ (az/hz)] (417

In the present instance, h = 112 in., a = 44 in., and b = 34 in.; and the following relations are
obtained:

97 1336
X3
%0 = 0.846
2
X3
Y4 = 80

These equations, along with Fig. A.4, permit an estimate of vertical catenary resistance.
Although the separate contributions of the bending strength of the girts and the catenary
strength of the girts has been discussed previously, the tabulation of the total load carried by
all three contributing modes of behavior (girt bending, girt catenary, and panel catenary) can
conveniently be tabulated in one operation, utilizing Eq. A.10. Reference should be made to
Table A.2. Column 1 is the center deflection of the girt for which values are arbitrarily se-
lected. Column 2 is the plastic load capacity in pounds per inch of the girt in the vertical di-
rection, as approximated in Fig. A.3. As previously discussed, no claim for great accuracy
of the values in column 2 is made because of the complicating factors involved. However, the
level of these values is low in comparison with the values for Y,, which are given in column 4.
In column 3, trial values of y, are indicated.  Referring again to Eq. A.10, it will be seen that,
for any trial value of y,, Y,'s determined from Fig. A.4 as a function of y, can be determined,
and then Eq. A.10 is used to obtain a computed value of y,. If the computed value agrees with
the trial value, no further computation for this particular x; is necessary. If the computed
value does not agree, a new value of y, is tried out, and trials are repeated until agreement
between trial y, and computed y, is reached. As explained, column 4 gives the value of Y, cor-
responding to the trial y,, as read from Fig. A.4. Column 5 gives the girt resistance (Xj) in
pounds per lineal inch, as read directly from the graph in Fig. A.2. I a desk computer is used
in the calculations, it is convenient to introduce additional computation columns between col-
umns 4 and 5. Continuing with Table A.2, column 7 introduces Eq. A.3, which gives the com-
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TABLE A.2—COMPUTATION OF LOAD CARRIED BY GIRT BENDING,
GIRT CATENARY, AND PANEL CATENARY

(1) (2) (3 (4) {5) (6) (7) (8)

x3Yy
X3 Y; Vi Y, X3 34 q Ve
4.0 4.6 1.10 55 28.5 6.52 0.90 1.31
1.20 60 28.5 7.06 0.91 0.97
6.0 6.4 1.50 74 33.6 13.06 1.20 1.52
8.0 8.0 1.80 87 37.4 20.47 1.48 1.84
10.0 9.3 2.30 106 45.0 31.18 1.95 2.53

2.40 110 45.0 32.35 1.98 2.49

12.0 10.0 3.0 129 47.5 45.53 2.39 3.17
3.16 132 47.5 46.60 2.41 3.18

puted value of total load q carried by the wall panel in pounds per square inch. All the neces-
sary information has now been tabulated for the calculation of the trial y, by Eq. A.10, as listed
in column 8. In the original computations, four additional computation columns were included
between columns 7 and 8. Between girt deflections of 12 and 14 in., as computed and observed
in the actual test structure, the girts tear entirely free at the ends, and all the load is thence~
forth supported by catenary action of the vertical paneling. The calculation of load, given in
Table A.3, from this point on is direct and relatively simple. Column 1 in Table A.3 is the
arbitrarily assigned value of center girt deflection. Column 2 determines the vertical deflec-
tion at the end of the paneling by Eq. A.17. This is assumed to be the same at the top and the
bottom since symmetry has been assumed, and, although there may be a considerable dif-
ference between the deflection at the top and bottom, the actual catenary capacity paneling is
determined by the total shortening. The fact that this is different at the two ends does not

TABLE A.3—CALCULATION OF LOAD
AFTER GIRT CONNECTION FAILURE

(1) (2) (3) (4)

_ % Yoxs _
x V4T B01Y, 1326 4

14.0 3.10% 132 1.39%
16.0 3.19 135 1.63
18.0 4.04 157 2.13
20.0 4.99 176 2.65
22.0 6.04 184 3.05
24.0 7.19 190 3.44

* Cannot spring back appreciably-—Y, -
already developed.

materially change the results. In column 3, the value of Y, is again taken directly from that in
Fig. A.4, and the load is directly computed in column 4.

Figure A.5, which has been referred to previously, now presents the information from
Tables A.2 and A.3 graphically as the upper of the three curves, giving the total resistance
from all effects that have been considered in this analysis.

For an irregular resistance function, such as shown in Fig. A.5, the best procedure? for
dynamic analysis is a numerical one in which it is necessary, at the end of successive time
intervals, to tabulate the displacement, velocity, and acceleration of a reference point on a
panel or beam under shock load. In this procedure, in order to handle the distributed pressure
loads and distributed mass of the actual structure, an equivalent substitute structure, which is
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assumed to behave as a simple single-degree-of-freedom system, is introduced. The assump-
tion of a single-degree-of-freedom system implies that the geometric shape of the deflected
curve or surface is similar at all stages of deflection. The distributed pressure load in the
actual system is replaced by an effective pressure applied to the substitute structure and de-
fined as follows: The effective pressure is that pressure which, acting through a virtual dis-
placement of the substitute structure, will do the same amount of work as the distributed pres~
sure in going through the same virtual displacement of the reference point in the actual struc-
ture. Similarly, an effective mass is determined as that concentrated mass in the substitute
structure which has the same kinetic energy at any particular time as the distributed mass in
the real structure. The acceleration at any particular time is then determined by the following
equation:

Pe — e = MeA (A.18)

where pg, = Kpp
qe = Kpp
me = Kyym
In the foregoing, pe, q¢, and me are the effective pressures, resistance, and mass, re-
spectively; Kpis the equivalent force or resistance factor; and Ky, is the equivalent mass
factor. Finally, by dividing both the numerator and the denominator by Kp, the following equa-
tion is obtained:

p—q= (A.19)

ah
g

The mass modifying ratio is sometimes called the “force-mass ratio,” Kyn/Kp. This permits
the use of actual load intensities in a calculation, and it introduces only one factor to produce
equivalence between the real and hypothetical systems.

An interesting phenomenon, well known in dynamic studies? of motion of solid objects in
denser media, such as water, is the effect of induced air motion on the behavior of lightweight
paneling under shock load. As a simplification, it can be said that, when the panel is set in
motion, it carries with it (in effect) a mass of air. Although the actual phenomenon is ex-
tremely complex and indeterminate, especially while the reflected pressure front is clearing
the face of the structure, it would seem that the usual type of correction should be applied and
that it would be valid for the major portion of the time during which the panel is in motion. The
mass of air carried with a flat rectangular plate is approximately equal to that contained by an
imaginary cylinder that just encompasses the long direction of the plate, modified by a coeffi-
cient. If B is the diameter of the cylinder and L is the length, the total mass of air is therefore

p(K Z—)BZL

where p is the mass density of the air and K is a modifying factor dependent on the shape. In
the case of the rectangle, the product of 7K/4 is approximately equal to 1. Since, in the pres-
ent case, the behavior is that of the air motion around a plate projecting from one side of a
semi-infinite solid, the effective width of the equivalent plate would be twice the wall height.
However, the entire wall is not forced through the air as a rigid body, but it deflects as a
doubly curved surface before girt failure and as a singly curved surface after girt failure.

In these calculations it has been assumed that the volume of air associated with wall movement
is proportional to the surface displacement. Thus, prior to girt failure, when the wall is as-
sumed to deflect in double curvature, the ratio between displaced air and the air that would be
displaced by a rigid wall movement is found to be 0.466. After girt failure the corresponding
factor is found to be 0.700. At the altitude of the test site, there is a mass-density correction
factor of 0.89. A further modifying factor results from the fact that deflections are based on
an assumed uniform load, whereas the effect of nonuniform inertial resistance is more con-
centrated at the center of the panel, where it has a greater effect in reducing deflection. The
approximate deflection factor for this is 1.33 before girt failure, and it is 1.20 after girt fail-
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ure. Thus the lumped correction factor before girt failure is 0.552, and after girt failure it
is 0.748.

The equivalent pressure factor for a double parabolic surface under uniform pressure
load is 0.444. In other words, an average pressure pe = 0.444p, if applied to the whole wall
area, will do the same amount of work in traveling through the reference deflection (x3) as an
actual uniform load will do in traveling through the deflections that vary as a double parabolic
surface. After the girts fail and the panel is assumed to deflect in single parabolic curvature, .
the equivalent pressure factor is 0.667. The equivalent mass mg = 0.284m will have the same
kinetic energy, on the average, at the velocities associated with the reference point as the
actual average kinetic energy of the distributed mass, m. After girt failure the effective mass
factor is 0.533. By combining the force and mass factors, a force-mass ratio of 0.757 resuilts
before girt failure, and a ratio of 0.946 results after girt failure. In summarizing the specific
problem on hand, the modified average mass of girts and paneling, in pound-inch-second units,
has been determined as given below:

Before girt failure (force-mass ratio = 0.757)
Wall mass per unit area = 0.0000214
Equivalent added air mass = 0.0000159 _
0.0000373 x 0,757 = 0.0000282

After girt failure (force-mass ratio = 0.946)
Wall mass per unit area = 0.0000214
Equivalent added air mass = 0.0000215
0.0000429 x 0.946 = 0.0000406

From the preceding information it is noted that the air mass approximately doubles the
average mass of the actual wall. This has a great effect on acceleration in the early stages of
deformation, but it has a much lesser effect on the total permanent wall deflections.

In addition to the air-mass effect, affecting the acceleration, there is the velocity effect.

This is a small item, similar to air drag on a rectangular plate. By assuming a drag coeffi-
cient of 2 and making corrections for altitude, nonuniformity of load, etc., the correction was -
determined as 3.47 x 10~7 x v, The effect is very minor, and detailed calculations are omitted.

Table A.4 shows a typical calculation of the dynamic behavior of the wall paneling. This
particular calculation is for the planned test, including the effect of air cushioning. The pro-
cedure is adapted from that suggested by Newmark,? and it has been called the “linear ac-
celeration extrapolation method.” The formulas that are used to extrapolate values of ac-
celeration, velocity, and displacement for a particular time interval are given at the bottom
of Table A.4, and they are based on the assumption that the acceleration varies linearly during
any particular time interval. This procedure has an advantage because the time interval can
be varied so that large time intervals can be used when the acceleration is approximately
linear and smaller time intervals can be introduced whenever the acceleration becomes ir-
regular, as is the present case between times 0.021 to 0.030 sec.

Column 1 in Table A.4 gives the time at any particular instant. Column 2 is the preceding
time interval. Column 3 is the average pressure on the front wall as determined by procedures
given in declassified sections of reference 4 and presented graphically in Fig. 2.54. Pres-
sure in column 3, so calculated, includes the reflection effect and is based on the actual over-
pressure-time curves that have been made available. Column 4 is the trial resistance in pounds
per square inch including both the structural resistance of the panel and the air-velocity ef-
fect. After working on a particular problem, a fairly accurate estimate can usually be made of
the trial value so that few, if any, additional cycles need be made to get a check between the
trial value in column 4 and the calculated value in column 10. Column 5 gives the net difference
between the average pressure and the average trial resistance, which permits the determina-
tion of the acceleration as computed and tabulated in column 6. Column 7 gives the velocity as
computed by Eq. A.20, and column 8 gives the pressure correction due to velocity. The dis- -
placement of the girt center is calculated in column 9. In column 10 the calculated resistance,
taken from Fig. A.6 with the addition of the velocity correction effect, which has already been
determined in column 8, is tabulated. If the calculated resistance is about the same as the trial
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TABLE A.4—TYPICAL CALCULATION OF THE DYNAMIC BEHAVIOR OF
WALL PANELING IN POUND-INCH-SECOND UNITS

(1) (2) (3) (4) (5) (6) (7) (8) 9 {10)

Time, Trial Calc.
sec T P q+ P, P—-q-P, a* v P X3 q+P,
0 2.48 0 2.48 87,940 0 0 0 0
0.006
0.006 2.18 0.37 1.81 64,183 456.4 0.05 1.44 0.37
0.006
0.012 1.75 1.28 0.47 16,666 698.9 0.13 5.05 1.20
1.20 0.55 19,503 707.4 0.13 5.07 1.20
0.006
0.018 1.38 1.93 —-0.55 -19,503 707.4 0.13 9.43 1.95
1.95 —-0.57 -20,212 705.3 0.13 9.43 1.95
0.003
0.021 1.28 2.40 -1.12 —39,715 615.4 0.10 11.48 2.43
2.43 -1.15 —40,780 613.8 0.10 11.48 2.43
0.001
0.022 1.25 2.45 —1.20 —42,552 572.1 0.08 12.07 2.48
2.48 —-1.23 —43,610 571.6 0.08 12.07 2.48
0.002
0.024 1.19 2.00 —-0.81 —28,723 499.3 0.06 13.14 1.89
1.89 —-0.70 ~24,822 503.1 0.06 13.14 1.89
0.003
0.027 1.13 1.43 -0.30 —10,638 449.9 0.05 14.56 1.47
1.47 -0.34 — 8,374t 453.3 0.05 14.56 1.47
0.003
0.030 1.08 1.54 —0.46 -~11,330 423.7 0.05 15.88 1.66
1.65 -0.57 —14,040 419.7 0.05 15.87 1.65
0.006
0.036 1.02 2.18 -1.16 —28,571 291.9 0.02 18.05 2.16
2.16 -1.14 —28,078 293.4 0.02 18.05 2.16
0.006
0.042 0.98 2.31 —1.33 —32,758 110.9 0.005 19.28 2.46
2.46 —1.48 —36,452 99.8 19.26 2.46
0.002
0.044 0.97 2.52 —-1.55 —38,176 25.1 19.39 2.48
*a = 35,460 (}_)—q—ﬁc) x <13.5.
ta=24,630 (5—q-P,)  x>13.5.
v =v' + Yatt + Yarr (A.20)
X" =x'+v'T+ Yatrtt + Yiarr? (A.21)

where double primed values are at the end of the time interval (7) and single primed values are at
the beginning of the time interval.

resistance in column 4, the procedure is repeated for the next time interval. If the calculated
resistance is different from the trial value, it is introduced as a new trial value in column 4,
and the operation is repeated, which will usually give a good check on the second trial. The
acceleration, velocity, and deflection at the center of the girt as given in Table A.4 are also
plotted in Fig. A.6 as the solid lines. Also shown in Fig. A.6, as dashed lines, are the ac-
celeration, velocity, and displacement calculated without considering the effect of air cushion-
ing. It is to be noted that a considerable difference is obtained in all three curves, but it is
also interesting to note that the very appreciable change in mass and the corresponding ac-
celeration introduced by the air-cushion effect results, finally, in very little difference in the
calculated maximum displacement, i.e., 20.4 in. when the air cushion is neglected and 19.4 in.
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Pig. A.6— Calculated acceleration, velocity, and displacement at center of girt in
center wall panel of Reynolds-Butler Building 31.2-a2 in planned test at 15,000 ft.
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when the air cushion is considered. As shown in Fig. 2.2, the actual permanent girt deflection
for these structures is 13.4 in. for the top girt and 16.3 in. for the bottom girt. These perma-
nent deflections should be less than the maximum calculated deflection since there will be
some elastic recovery and some reverse load effect during the negative phase.

Similar calculations were made for the unexpected test, in which the recorded permanent
girt displacements at the center were 2.7 in. for the top girt and 4.5 in, for the bottom girt.
The calculated maximum deflections of the girt in the unexpected test were 6.9 in., including
the effect of air cushioning, and 7.5 in. when the air-cushion effect was neglected.

The similarity of the relation between maximum calculated and actual deflections in both
the unexpected and planned tests indicates that the accuracy of the dynamic analysis and the
required associated resistance curves are about as good as can be expected. This is also good
evidence for the correctness of the average pressure-time data calculated and presented in
Fig. 2.54. The only measurements on the actual structure were for the total permanent de-
flection, and the reduction in total deflection induced by the air-cushion effect, although real
and in the right direction, is of too small a magnitude to precisely validate the assumptions
that have been made herein in calculating the added mass of air associated with panel move-
ment.

Probably the most striking and important feature of this analysis is the paramount impor-
tance of the effect of catenary action in adding to panel and girt resistance. Without a careful
consideration of this effect, not even an approximate check could be made on the panel be-
havior by dynamic analysis.

Other analyses of the behavior of these structures might well be made, but time and funds
allotted to Project 31.2 did not permit further analysis. The main frame suffered no appre-
ciable permanent distortion during the unexpected test; however, both frames had recorded
permanent deflections during the planned test. The calculation of the relatively large main-
frame distortion at 6800 ft in the planned test would be extremely conjectural because, after
panel failure, the drag load is complicated by the many shreds of paneling that remain at-
tached to the structures, as shown in Figs, 2.17, 2.21, 2,22, and 2.29,
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Appendix B

ANALYSIS OF WALL BEHAVIOR: ARMCO BUILDINGS

As can be noted by comparing Figs. 1.10 and 1.20, the Armco buildings had almost the same
shape and dimensions as the Reynolds-Butler buildings. Also, as in the case of the Reynolds-
Butler buildings, the Armco buildings suffered measurable but not complete damage in the un-
expected test and in the planned test at 15,000 ft. Thus the dynamic analysis outlined in this
appendix follows a very similar pattern to that previously presented in Appendix A. Less detail
will be given, and general remarks that pertain equally well to both appendixes will not always
be repeated herein. Appendix A should therefore be read as a preliminary to the reading of
Appendix B. One major difference in the study of the Armco buildings arises from the fact that
the Armco structures had two doors and one window facing the north side exposed to the blast,
whereas the Reynolds-Butler buildings had only a continuous north wall.

Unlike the Reynolds-Butler buildings, which are more or less conventional in construction
(with very thin wall and roof paneling supported by girts and purlins, which are in turn sup-
ported by continuous frames), the walls of the Armco buildings are self -framing, spanning
vertically from the sill to the eave, as shown in Fig. 1.20. The horizontal plane at the eaves is
braced to maintain the shape of the building and to transmit reactive loads from the roof and
eave member into the end walls, which act in shear to carry the load down into the end founda-
tions. Typical details of the Armco buildings are shown in Fig. 1.21. Figures 2.6 and 2.8 show
the damage to the north wall in the unexpected test, and Figs. 2.51 and 2.52 show the condition
of the north wall at 15,000 ft after the planned test. Figure 2.7 tabulates the deflection offset
measurements for the north wall, roof, and both end walls. The wall panels, of standard Armco
design, are of 22-gauge material 16 in. wide with interlocking rims, as shown in the cross
section:

]6"

The manufacturer lists different properties for section modulus and moment of inertia
when loading is in alternate directions. This is in accordance with AISI design specifications,
which require a reduced effective width of material when very thin material is in compression.
Bending of the wall panels inward causes compression in the thin outer surface; hence the lower
values of such a modulus and moment inertia would appear to be the proper ones. However,
trial analyses with these values led to a considerable error in estimating permanent deflections
as compared to those actually experienced. Bleich? points out that, when large normal loads
are applied to plates, the buckling strength in compression is greatly increased because of the
tensile membrane stresses that are caused. Although this effect is not normally taken ad-
vantage of in the design of ship hull plating, it does appear likely that the very large pressures
experienced by the wall inhibit the normal buckling pattern on the compressive side of the plate.

1
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Therefore the full section has been assumed as effective in resisting bending, and the results
so calculated agree better with the test results than when conventional effective widths are
assumed.

Because of the window and door frames, the behavior pattern was nonuniform in the north
wall of the Armco buildings. A wall section near the center of each building, consisting of two
16-in. panel segments running from eave to sill on each side of the central window and three
panels interrupted by the window, was used as a basis for the analysis. In the planned test,
channel reinforcing bars were added adjacent to the window and door frames, and this has been
taken into account in the analysis.

The manufacturer gives the section modulus of one 16-in.-wide panel as 0.401 cu in. Mul-
tiplying this by 4 and dividing by 112 (the width of seven panels in inches), 0.0143 is obtained as
the effective section modulus per inch of width. Assuming the dynamic yield stress to be 50,000
psi results in a yield moment of 715 in.-1b per inch of width. The plastic shape factor of the
panel is 1.38, which, when multiplied by 715, gives 987 in.-1b per inch of width as the fully plas-
tic moment, which is approached, however, only after a considerable deformation. If the ulti-
mate plastic bending strength of the panel is developed, hinge moments at or near the center
develop (in agreement with the actual behavior of the walls), and the vertical leg of the sill
angles, acting as a thin continuous plate, contributes a small amount of end bending moment,
which is calculated as 146 in.-lb per inch of width on the basis of a running plastic modulus
t?/4 for a material having a thickness of 0.108. The eave strut is assumed to provide a similar
end restraint.

By taking the static equilibrium of a 1-in.-wide segment of the 60-in. half-length panel to
one side of the span center line, the supporting load, when fully plastic, is found to be 0.63 psi.
When the two vertical reinforcing channels are added adjacent to the window frame, which was
the case for the planned test, the supporting load averages 0.78 psi for the same seven-panel
central wall section previously described. The estimated curves of resistance due to bending
strength are plotted vs center deflection in Fig. B.1 as the lower curve for each of the two
cases with and without window-frame reinforcing channels.

After considerable deflection the panels derive some additional strength from catenary
action, but the increase is much smaller than that occurring in the Reynolds-Butler buildings,
where the edge restraints are stronger. Figure 2.51 shows clearly how the eave member is
pulled down by the tensile force developed as a result of catenary action. Note in Fig. 2.51 that
the door frames and doors offer enough vertical support to maintain the position of the eave
member above each door. A cross section of the side-wall eave member is shown in Fig. 1.21.
This eave member, together with an effective width of adjacent roof material, has a section
modulus of 0.87 cu in. This provides a bending moment at yield of 43,500 in.-1b for a dynamic
yield stress of 50,000 psi. Assuming that the eave strut acts as a fixed end beam supported at
each end on the side of the door frame nearest to the center of the building (an effective span
of about 176 in.), the ultimate plastic load with hinge moments at the center and ends is about
30 1b per inch of length with an assumed plastic shape factor of 1.33.

The deflected shape in catenary action of the paneling in the Reynolds-Butler buildings was
assumed to be curved, as shown in Fig. A.1, with complications arising from girt behavior. In
the case of the Armco buildings, the panels tend to bend locally near the center and to deflect
into the shape of a shallow V, consisting of two straight lines coming together at a point near
the center. As can be seen in Fig. 2,52, this is a fairly reasonable assumption. The process of
finding the additional load carried by catenary action is then similar to that followed in Ap-
pendix A for the Reynolds-Butler buildings. The downward deflection of the eave at the top,
corresponding to various arbitrarily assumed deflections of the wall panel, is determined; the
corresponding load carried by the eave strut is determined; and, finally, the load carried in
catenary action is calculated. When this load is added to the bending resistance of the panels,
the total load per square inch is shown in Fig. B.1 as the upper curves in each of the two cases,
with and without window-frame reinforcing channels.

The average mass per unit area for the Armco wall paneling is 0.0000378 in pound-inch-
second units. The added mass contributed by the motion of the air, assuming the behavior to
be similar to that in the Reynolds-Butler buildings, is 0.0000159, giving a total average equiva-
lent mass per unit area of 0.0000537 lb-sec?/in./sq. in.
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As shown in Figs. 2.6 and 2.52, three of the four door panels, together with the window in
the north wall, failed in both the unexpected and planned tests. This area amounts to 9 per cent
of the total frontal area on the north side, As a result of these openings, an attenuated shock
wave entered the structures, relieving to some extent the pressure on the outer wall and build-
ing up back pressure on the inside of the front wall. When the attenuated wave strikes the in-
side of the back wall, it is approximately doubled as a result of reflection. The reflected wave
from the back wall returns to strike the inside of the front wall, and it is again approximately
doubled, thus providing further relief in opposition to the load on the outside of the front wall.
It is of some interest that, if this effect were not introduced into the present problem, the
analysis would indicate that the wall of Armco Building 31.2-d2 at 15,000 ft would fail com-
pletely in the planned test,

By utilizing procedures suggested in declassified portions of reference 3, the overpressure
outside the building is assumed to be reduced by one-half of the percentage of the openings, or
by 4.5 per cent in the present case. The time for the development of the reduction is assumed
to be the time required for a shock wave to travel laterally one-half of the distance between
openings of the front wall. Of course, at the initial instant that the shock front strikes the
building, all the window and door panels are intact, and therefore the reflected pressure on the
full area is assumed at this particular time. According to reference 3, the initial pressure
build-up inside the building is equal to the average overpressure for the front of the structure
without openings, multiplied by three-fourths of the ratio of the area of openings to the gross
inside wall area. In the present case the inside ratio is practically the same as the outside
ratio, i. e., 0.09. The build-up of pressure inside is assumed to occur in a time interval equal
to that required for a shock wave to travel between any opening and the point farthest from the
opening on the inside wall. Thus, in approximately 0.006 sec, the multiplying factor for pres-
sure on the inside of the front wall is assumed to be (0.75) (0.09) = 0.675. Thus, in a very short
time, the differential pressure on the front wall is 0.955 — 0.0675 = 0.888 times the pressure
that would exist on the outside of the front wall if there were no openings. To get the average
pressure on the seven-panel section of the front wall, the fact that there is no load on the win-
dow area after the window is broken must be further taken into account. In the wall section
under consideration, the window sash covers 13 per cent of the area. Thus the multiplying
factor to determine the average pressure on the seven-panel segment under dynamic analysis
is (0.888) (0.87) = 0.77. This was used for the first 0.42 sec, until the time that the back wall
reflection of the internal shock front returns to the inside of the front wall. As noted previously,
the ratio 0.0675 is used to determine the initial overpressure in the internal shock wave, After
this wave is reflected from the inside of the back wall, the pressure factor is assumed to be
doubled to 0.135, and, after this wave is in turn reflected from the inside of the front wall, the
pressure factor is assumed to be again doubled to 0.27. Thus, after reflection off the inside of
the front wall, differential pressure on the front wall is assumed to be (0.955 - 0.27)0.87 = 0.60.

The reduced effective pressures are incorporated into a dynamic analysis that follows a
similar pattern to that given in Appendix A as tabulated in Table A.4, with the further excep-
tion that different load-mass factors pertain to a panel assumed to bend in only one direction
with a sharp bend at the center. The load-mass factor in the elastic range was taken to be
0.79, and in the plastic range it was taken to be 0.67. The results of the dynamic analysis in-
dicate a maximum deflection of 4.6 in. for Armco Building 31.2-d1 in the unexpected test, which
is very close to the average maximum measured deflection of 4.8 in. at the mid-height of the
building adjacent to the center window frames. The dynamic analysis for Armco Building
31.2-d2 at 15,000 ft in the planned test gives a maximum deflection of 19.4 in., whereas the
maximum measured deflection was 18.2 in.
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Appendix C

PRESSURE ON TEST STRUCTURES

C.1 GENERAL

Three of the test structures for Project 31.2 at the 6800-ft line from the open shot were
nearing completion when they were exposed to unexpected overpressure that caused minor
damage. The overpressure in the area of the buildings resulted from atmospheric conditions
existing during the detonation of a nuclear device. Fortunately, pressure-time information for
this shot was determined in an area near the buildings, thus permitting a preliminary damage
evaluation comparable to that of similar structures exposed to Apple II shot at 15,000 £t from
GZ but at a different level.

In addition to describing how the pressure data for the unexpected test was evaluated, this
appendix discusses the procedure for converting overpressure data to load data on the test

structures.

C.2 OVERPRESSURE DATA NEAR TEST SITE 1

One of the pressure gauges activated during this earlier shot was in an area close enough
to the buildings to permit information on overpressures at the buildings to be derived. Figure
C.1 gives the measured pressure-time curve for this gauge. The initial peak was 0.6 psi. Also
shown is the pressure-time curve expected at the gauge location under normal atmospheric
conditions. There was an obvious magnification effect because of existing atmospheric con-
ditions. The discrepancy between actual and “normal” peak pressures is indicative- of the un-
expected nature of the damage that resulted.

On the assumption that the pressure curve at the gauge had the same shape at the in-
dustrial buildings located 6800 and 15,000 ft from the open shot and that its variation with
respect to distance from the earlier shot followed a normal pattern, hypothetical curves of
pressure vs time have been constructed as shown in Fig. C.1. These curves were the basis
for the dynamic analyses of wall behavior reported in Appendixes A and B for the Reynolds-
Butler and Armco buildings, respectively. Since the buildings on the 15,000-ft line from the
open shot were not completed, no analysis has been made for them. The damage to the un-
finished structures was very slight. At the 6800-ft line from the open shot (Fig. C.1), the
initial pressure from the unexpected test was estimated at 0.72 psi, dropping rapidly to 0.24
psi, with an estimated positive-phase duration of 1.44 sec.

C.3 PRESSURE DATA AT 5500 FT FROM GZ, APPLE II SHOT

Measured overpressure-time curves for Apple II shot were available at 4700, 10,500, and
15,000 ft from GZ. The curve for 15,000 ft was used directly for the dynamic analyses pre-
sented in Appendixes A and B. Conversion from overpressure to reflected pressure was in
accordance with procedures outlined in reference 1.
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Fig. C.1—Overpressure-time curves for the unexpected test.
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Fig. C.2—Comparison of design and estimated front face average pressures on Union Carbide building
for Apple II shot.
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No dynamic analyses were made at 6800 ft from GZ for Apple II pressure-time effects.

The firm of Ammann and Whitney had checked the design of the Union Carbide building
at 5500 ft by the use of dynamic analyses that were based on hypothetically forecast pressure-
time curves. The reflected pressure on the front wall, as calculated for design purposes by
Ammann and Whitney, is shown in Fig. C.2, which also gives the estimated actual pressure-
time curve based on an interpolation of measured pressures at 4700 and 10,500 ft from GZ.
In making the interpolation, the measured curves were reduced to nondimensional ratios with
respect to peak overpressure and positive-phase duration. Then a reduced curve at 5500 ft
was determined by interpolation weighted according to distance from measuring points. Actual
predicted pressures at 5500 ft could then be determined on the basis of a peak initial pressure
of 4.10 psi, as given in Report ITR-1192 (reference 2). Finally, average pressures on the front
face were determined by the use of recent three-dimensional shock-tube test data® for a simi-
lar structure subjected to shocks of similar strength.
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